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Richmond Power and Light Rate Schedule 

Appendix A – RIDERS 

 

ECA – Energy Cost Adjustment 

 

The ECA rate adjustments are Purchase Power Cost Adjustment Tracking Factors based on 

changes in the cost of purchased power and energy, in accordance with standard tracking formula 

and approved by the utility service board: 

 

Rate Adjustments applicable to the below listed Rate Schedules are as follows: 

 

Rate Schedule ECA Adjustment Billing Unit 

R $X.XXXXX Per kWh 

CL $X.XXXXX Per kWh 

EHS $X.XXXXX Per kWh 

GP and GEH $X.XXX Per kW 

 $X.XXXXX Per kWh 

LPSS $X.XXX Per kVA 

 $X.XXXXX Per kWh 

LPSS Coincident $X.XXX Per kW 

 $X.XXXXX Per kWh 

LPSP $X.XXX Per kVA 

 $X.XXXXX Per kWh 

LPSP Coincident $X.XXX Per kW 

 $X.XXXXX Per kWh 

ISS  $X.XXX Per kVA 

 $X.XXXXX Per kWh 

ISS Coincident $X.XXX Per kW 

 $X.XXXXX Per kWh 

ISP $X.XXX Per kVA 

 $X.XXXXX Per kWh 

ISP Coincident $X.XXX Per kW 

 $X.XXXXX Per kWh 

LS $X.XXXXX Per kWh 

TS $X.XXX Per kVA 

 $X.XXXXX Per kWh 

TS Coincident $X.XXX Per kW 

 $X.XXXXX Per kWh 

 

*(Insert Applicable Quarterly Version as Currently Approved by the Utility Service Board). 
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FER – Federal Regulatory Expenses 

 

The FER rate adjustment recovers expenses required to pay the costs associated with mandatory 

federal regulatory expenses. The FER will become effective on bills after October 1, 2026, and 

will be charged to each customer class based on a flat per kWh basis. This will be recalculated 

periodically based on a standard tracking formula and approved by the utility service board.  It is 

important to note that this is an existing expenditure and was previously included in the base rate.  

The FER is now pulled out of the base rate and listed as a rider for clarification. 

 

Rate Adjustments applicable to the below listed Rate Schedules are as follows: 

 

Rate Schedule FER Adjustment Billing Unit 

ALL $X.XXXXX Per kWh 

 

*(Insert Applicable latest version as Currently Approved by the Utility Service Board). 

 

 

 

GFT – General Fund Transfer 

 

As a municipally owned electric utility, the GFT recovers expenses to pay the costs associated 

with required transfers to the city’s general fund. The GFT rider will become effective on bills 

after January 1, 2027, and will be charged to each customer class based on a flat per kWh basis. 

This is based on a standard tracking formula and approved by the utility service board. It is 

important to note that this is an existing expenditure and was previously included in the base 

rate.  The GFT is now pulled out of the base rate and listed as a rider for clarification.   

 

Rate Adjustments applicable to the below listed Rate Schedules are as follows: 

 

Rate Schedule GFT Adjustment Billing Unit 

ALL $X.XXXXX Per kWh 

 

*(Insert Applicable latest version as Currently Approved by the Utility Service Board). 
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Effective: October 1, 2026 

 
 

Richmond Power and Light Rate Schedule 

Appendix B – Miscellaneous and Non-Recurring Charges 

 

Description of Charge Fee 

Dishonored Check Charge: $30.00 

Initiate service $40.00 

Initiate service – Same day connect (Customer requested after 12PM) $80.00 

Temporary Service Fee $125.00 

Late Payment Charge 10% on the first $3.00 

of a delinquent amount 

and 3% on the excess 

over $3.00. 

Trip Charge ($/hr): $30.00 

Reconnect Charge: 

 

At the Meter (Normal Hours)  $40.00 

At the Meter (After Hours – Non-Sunday and Non-Holiday)  $80.00 

At the Meter (After Hours – Sunday or Holiday)  $100.00 

At the Pole (Normal Hours) $100.00 

At the Pole (After Hours) $150.00 

Meter Test Charge 2 times free in 24 

months, 3rd is $100 

Meter Tampering Charge: Actual labor, materials, 

vehicle, and estimated 

energy charges 

AMI Opt-out charge meter configuration and installation $75.00 

AMI Opt-out charge monthly reading $18.00 
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Richmond Power and Light Rate Schedule 

Residential Electric Service (R) 

 

AVAILABILITY 

 

Service to Residential Customers, including Rural Customers for all domestic uses in individual 

private customer-occupied residences or dwellings and their appurtenances, when all service is 

taken through one meter. When service is supplied to a residential dwelling unit where the use is 

primarily for the accommodations of roomers or boarders, the service will be provided under 

Rate Schedule CL, the commercial lighting rate schedule, unless separate circuits are furnished by 

the Customer to permit the Richmond Power & Light Company (the Utility) to separately meter 

and bill the residential and commercial uses. 

 

CHARACTER OF SERVICE 

 

Alternating current, 60 Hertz, single phase, at a voltage of approximately 120 volts two-wire, 

120/240 volts three-wire, or 120/208 volts three-wire as designated by the Utility. 

 

RATE* 

 

Residential Units Phase 1 Phase 2 Phase 3 

Facilities Charge $/Month $13.55 $15.02 $16.49 

Energy Charge: $/kWh $0.11591 $0.11766 $0.11949 

 

* NOTE: Subject to the provisions of Appendices A (Riders) and B (non-recurring) Charges. 

 

MINIMUM CHARGE  

 

The minimum monthly charge shall be the Facilities Charge. 

 

SPECIAL TERMS AND CONDITIONS  

 

This rate schedule is available for single phase service only, except as required by the Utility. 

Where three-phase service will be used for commercial or industrial purposes, the applicable rate 

schedules will apply to such service.   

 

An unattached, unoccupied, building for non-commercial use, such as a garage or barn, on the 

same lot as a residential service can now also be served under on the Residential rate even if served 

by a separate single-phase service and/or meter. 
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Richmond Power and Light 

 

Residential Pre-Paid Electric Service 

 

AVAILABILITY 

 

Available to residential customers who take service under the Rate Schedule R (Residential 

Electric Service) who request to participate in the voluntary “Pre-Paid Service” program.  

Because of the nature of this service, customers who are on medical life support equipment, who 

have health and/or safety risks associated with loss of service, are on third-party payment 

assistance plans, or have Net Metering cannot be enrolled.   

 

A customer may choose to return to the traditional residential rate tariff that does not require 

prepayment; however, a deposit may be required immediately, and any unpaid amount or amount 

in debt recovery would need to be paid consistent with the terms and conditions of Rate Schedule 

R. 

 

CHARACTER OF SERVICE 

 

Alternating current, sixty Hertz, single phase, at a voltage of approximately 120 volts two-wire, 

120/240 volts three-wire, or 120/208 volts three-wire as designated by the Utility.  Customer’s 

service capacity must be 200 amps or below because of current hardware restrictions.  Premises 

must have, or be able to have installed, an advanced meter with an internal service disconnect 

switch and working remote communications. 

 

RATE* Except as listed herein, all rates, charges, fees and riders under the Residential Electric 

Service tariff apply.   

 

Since this is a pre-paid system with remote connect and disconnect capabilities, there are no 

deposits, late payment charges, interest, or disconnect or reconnect fees assessed to Pre-Paid 

customer accounts.  If a returned check, insufficient bank funds or chargeback is received from a 

bank, credit card company or other third-party payor, the amount of the return plus fees will be 

reversed and charged to the customer’s account immediately.  

 

SPECIAL TERMS AND CONDITIONS 

An initial credit balance of fifty dollars ($50) is required to establish a Pre-Paid account.  

Customers will have their existing deposits applied to their account upon enrollment.  If the 

customer has any balance due after the deposit is applied, it will be placed in a debit recovery 

agreement or pre-paid payment agreement.  The customer then agrees to have 25% of each future 

payment made credited towards their balance due and the rest posted to their available balance 

on the Pre-Paid account until the debit is satisfied.  The maximum balance that can be put on a 

pre-paid payment agreement is $500. 
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DISCONNECTS, PAYMENTS, AND RECONNECTS 

 

Payments can be made at the Utility’s office, through Smart Hub (online, or the phone app) or at 

third party payment processing centers (as they become available).  The minimum for each 

payment accepted will be twenty dollars ($25).  Additional fees may apply for the use of a third-

party payment service depending on their terms.  The Utility shall calculate the customer’s 

current balance daily by crediting the account for payments received and reducing the account 

balance by known charges and fees that have been incurred and applicable taxes which will be 

pro-rated to calculate a daily fee. 

 

If at any time the customer’s account does not have a credit balance, electric service will be 

subject to immediate disconnection (except as described below).  Customers are solely 

responsible for being aware of their account balance and managing and updating the notification 

settings on their Pre-Paid account as there will no longer be a monthly bill.  If customer contact 

information is not current, the customer may not receive notifications, and service may be 

disconnected as a result. Customer waives written notices prior to disconnect, as customer 

account information will be continuously available via the internet.  Customers must configure 

their electronic disconnect notification preferences in Smart Hub, which may include text, email, 

or automated phone calls.  Electronic notices may include daily notices of balance and/or notices 

when the balance on the account gets low and notice of pending disconnection.   

 

Customer’s service will not be disconnected on a weekend or a holiday on which the utilities’ 

offices are closed.  If the service is disconnected, any outstanding balance plus a minimum credit 

balance of fifty dollars ($50) will be required before the service is reconnected.  Service will be 

restored remotely normally within one hour after the payment has been received.  If the service 

cannot be reconnected remotely, someone will be dispatched to reconnect the service during 

normal business hours only. 

 

If the service remains disconnected for seven (7) days without payment, the service will be read 

out and marked inactive at which point the customer may have to visit our customer service 

office to sign up for service before it will be restored. 

 

TRIAL PERIOD 

 

The Utility reserves the right to limit the number of customers participating in Pre-Paid program 

until, in the sole opinion of the Utility, the necessary billing and metering system is fully tested 

and functional.  The policies and procedures governing this rate are subject to change during the 

trial period. 

 

 

 

* Subject to the provisions of Appendices A and B. 
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Richmond Power and Light Rate Schedule 

Commercial Lighting Service (CLS) 

 

AVAILABILITY 

 

Service to Commercial and Non-Residential Customers for lighting, appliances, and incidental 

power not exceeding 11 kW in aggregate capacity within the last 14 months when such combined 

service is furnished through a single metering installation. 

 

CHARACTER OF SERVICE 

 

Alternating current, 60 Hertz, single phase, at a voltage of approximately 120 volts two-wire, 

120/240 volts three-wire, or 120/208 volts three-wire or three phase 120/240 volts three-wire or 

120/208 volts four-wire as designated by the Richmond Power & Light Company (the Utility). 

 

RATE* 

 

Commercial Lighting Units Phase 1 Phase 2 Phase 3 

Facilities Charge $/Month $22.22 $23.99  $25.75  

Energy Charge $/kWh $0.13331 $0.13329 $0.13332 

 

* NOTE: Subject to the provisions of Appendices A (Riders) and B (non-recurring) Charges. 

 

 

MINIMUM CHARGE 

 

The minimum monthly charge shall be the Facilities Charge. 

 

METERING ADJUSTMENT 

 

If service is metered at a voltage of approximately 2,400 volts or higher, the energy measurements 

shall be decreased by two percent (2%) to convert such measurement to the equivalent of metering 

at the Utility's secondary voltage. 

 

SPECIAL TERMS AND CONDITIONS 

 

Electric service will also be available under this rate for the operation of Cable Television (CATV) 

distribution line power supply equipment for pre-existing agreements only. Such service will be 

available on an metered basis and for purposes of billing, each CATV Customer will be billed on 

an average consumption for their total service under this rate schedule; provided, however, each 
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individual delivery point for such CATV Customer shall be billed the Facilities Charge of this rate 

schedule. 

 

This rate schedule is available for single phase service only, except as required by the Utility. 

Where three-phase service will be used for commercial or industrial purposes, the applicable rate 

schedules will apply to such service. 
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Richmond Power and Light Rate Schedule 

General Power Service (GPS) 

 

AVAILABILITY 

 

Service to any Customer for general power purposes when the Customer's load exceeds 11 kW, 

but does not exceed 60 kW within the last 14 months, and/or the Customer has any three-phase 

power load served from the distribution system even if under 11kW. 

 

CHARACTER OF SERVICE 

 

Alternating current having a frequency of 60 Hertz and furnished at a voltage, which is standard 

with the Richmond Power & Light Company (the Utility) in the area served. 

 

RATE*  

 

General Power Units Phase 1 Phase 2 Phase 3 

Facilities Charge $/Month $77.79 $83.89 $90.00 

Energy Charge: $/kWh $0.08879 $0.08772 $0.08696  

Demand Charge: $/kW $8.00 $10.00  $12.00 

 

* NOTE: Subject to the provisions of Appendices A (Riders) and B (non-recurring) Charges. 

 

 

MINIMUM CHARGE 

 

The minimum monthly charge shall be the Facilities Charge plus the Demand Charge. 

 

MEASUREMENT OF DEMAND 

 

All demand shall be measured by suitable instruments and, in any month the demand shall be the 

average number of kWs in the 30-minute interval during which the energy metered is greater than 

in any other 30-minute interval in such month.  

 

METERING ADJUSTMENT 

 

If service is metered at a voltage of approximately 2,400 volts or higher, the demand and energy 

measurements shall be decreased by two percent (2%) to convert such measurements to the 

equivalent of metering at the Utility's secondary voltage. 
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EQUIPMENT SUPPLIED BY CUSTOMER 

 

When the Customer furnishes and maintains substation equipment including any and all 

transformers, and/or switches, and/or the equipment necessary to take its entire service at the 

primary voltage of the distribution line from which the service is to be received, a credit of 

$0.46 per kW of billing demand will be applied to each month's net bill. 

 

TERMS AND CONDITIONS FOR RENDERING SERVICE 

 

1. Incidental lighting will be permitted provided the Customer furnishes the necessary equipment 

to take such lighting from the power service. 

 

2. The Company will supply and maintain at a single location, the complete substation equipment 

that is necessary in order to make one transformation to a standard voltage from the voltage of 

such available distribution line as the Utility deems adequate and suitable to serve the 

requirements of the Customer. 

 

Not more than one such transformation will be installed at the Utility's expense for any one 

Customer. 

 

Where service is metered at a primary voltage and the Customer desires and requests 

transformation to more than one standard voltage, or service of a standard voltage at more than 

one location within its premises, the Utility will, at its option, furnish and maintain such 

additional transformation equipment and such interconnecting lines as may be necessary; 

provided, however, that the Customer shall reimburse the Utility for the amount of the cost of 

furnishing the entire facilities, which is in excess of the cost of furnishing transformation in 

accordance with the next paragraph. The right and title to all equipment so furnished by the 

Utility shall be and remain in the Utility. 

 

Should the Customer require a non-standard voltage, the Customer shall, at its own expense, 

furnish and maintain all transformers and protective equipment therefore necessary in order to 

obtain such non-standard voltage. 

 

3. All service hereunder shall be furnished through one meter. 

 

4. All wiring, pole lines, wires, and other electrical equipment and apparatus located beyond the 

point of connection of the Customer's service lines with the lines of the Utility are considered 

the distribution system of the Customer and shall be furnished, owned, and maintained by the 

Customer, except in the case of metering equipment and other equipment incidental to the 

rendering of service, if any, that is furnished, owned and maintained by the Utility and installed 

beyond the point of connection. 
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5. When fire or other casualty shall render the physical plant or premises of the Customer unfit 

for the purposes of conducting the Customer's normal business operations, or makes the 

premises uninhabitable, the minimum charge of this rate schedule shall, commencing with the 

first billing period or portion thereof in which normal business operations cease, be waived 

until the beginning of the subsequent billing period or portion thereof in which the plant or 

premises shall have been reconstructed and reoccupied by the Customer. 

 

When a strike or lockout of employees of the Customer causes the temporary suspension of 

the Customer's business, the minimum charge of this rate schedule shall, commencing with the 

first billing period or portion thereof in which normal business operations cease, be waived for 

each period or portion thereof during the continuance of the strike or lockout at the plant 

involved. 

 

In either event, the Customer shall be billed under this rate schedule for electric requirements 

used during each billing period. 
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Richmond Power and Light Rate Schedule 

Large Power Service Secondary (LPSS) 

 

AVAILABILITY 

 

Available for general service through one meter to any Customer having a maximum load 

requirement of at least 60 kW, but not exceeding 1,000 kW within the last 14 months, served at 

secondary voltage. Customer must be located adjacent to the Richmond Power & Light Company’s 

(the Utility) distribution line that is adequate and suitable for supplying the service requested. 

 

CHARACTER OF SERVICE 

 

Alternating current having a frequency of 60 Hertz and furnished at a voltage, which is standard 

with the Utility in the area served. 

 

RATE* 

 

Large Power Service 

Secondary Units Phase 1 Phase 2 Phase 3 

Facilities Charge $/Month $209.12 $225.69 $242.25 

Energy Charge $/kWh $0.05014 $0.05085 $0.05118 

Demand Charge $/kVA $24.66  $25.00  $25.50  

 

* NOTE: Subject to the provisions of Appendices A (Riders) and B (non-recurring) Charges. 

 

MINIMUM CHARGE 

 

The minimum monthly charge shall be the Facilities Charge plus the Demand Charge. 

 

METERING ADJUSTMENT 

 

If service is metered at a voltage of approximately 2,400 volts or higher, the demand measurements 

and the energy measurements shall be decreased by two percent (2%) to convert such 

measurements to the equivalent of metering at the Utility's secondary voltage. 

 

MEASUREMENT OF DEMAND AND ENERGY 

 

Peak demand shall be measured by suitable recording instruments provided by the Utility and shall 

be the average number of kVA in the 30-minute period during which the kVA demand is greater 

than in any other 30-minute interval in such month. For billing purposes, the billing demand shall 
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be the greater of the peak demand occurring during the month or 60 kVA. Energy shall be 

measured by suitable integrating instruments. 

 

TERMS AND CONDITIONS FOR RENDERING SERVICE 

 

1. The Utility will supply and maintain at a single location, the complete substation equipment 

that is necessary in order to make one transformation to a standard voltage from the voltage of 

such available distribution line as the Utility deems adequate and suitable to serve the 

requirements of the Customer. Not more than one such transformation will be installed at the 

Utility's expense for any one Customer. 

 

Where service is metered at a primary voltage and the Customer desires and requests 

transformation to more than one standard voltage, or service of a standard voltage at more than 

one location within its premises, the Utility will, at its option, furnish and maintain such 

additional transformation equipment and such interconnecting lines as may be necessary; 

provided, however, that the Customer shall reimburse the Utility for the amount of the cost of 

furnishing the entire facilities, which is in excess of the cost of furnishing transformation in 

accordance with the next paragraph. The right and title to all equipment so furnished by the 

Utility shall be and remain in the Utility. Should the Customer require a non-standard voltage, 

the Customer shall, at its own expense, furnish and maintain all transformers and protective 

equipment therefore necessary in order to obtain such non-standard voltage. 

 

2. When fire or other casualty shall render the physical plant or premises of the Customer unfit 

for the purposes of conducting the Customer's normal business operations, or makes the 

premises uninhabitable, the minimum charge of this rate schedule shall, commencing with the 

first billing period or portion thereof in which normal business operations cease, be waived 

until the beginning of the subsequent billing period or portion thereof in which the plant or 

premises shall have been reconstructed and reoccupied by the Customer. 

 

When a strike or lockout of employees of the Customer causes the temporary suspension of 

the Customer's business, the minimum charge of this rate schedule shall, commencing with the 

first billing period or portion thereof in which normal business operations cease, be waived for 

each period or portion thereof during the continuance of the strike or lockout at the plant 

involved.  

 

In either event, Customer shall be billed under this rate schedule for electric requirements used 

during each billing period. 
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Richmond Power and Light Rate Schedule 

Large Power Service Secondary Optional Coincident Peak Service (LPSS COIN) 

 

AVAILABILITY 

 

Secondary service to any Customer whose electric service is provided under Rate Schedule LPSS - 

Large Power Service Secondary, who agrees to participate in this Demand Side Management 

Program to reduce load during the Richmond Power & Light Company’s ( the Utility) net system 

peak hour each month, and who contracts for Optional Coincident Peak Service. Potential 

Customers must demonstrate to the Utility's satisfaction that the Customer has the ability to move 

kW demand from the on-peak period to the off-peak period. Customers taking service under 

Rate LPSS must move a minimum of five percent (5%) of kW demand from the on-peak period to 

the off-peak period as compared to its level of on-peak demand prior to taking service under this 

Rate. Customers will be evaluated during the first 12 months of taking service under this Rate to 

determine if the Customer is moving five percent (5%) of kW demand from the on-peak period to 

the off-peak period. If, in the sole judgment of the Utility, a Customer is not consistently moving 

a significant amount of kW demand from the on-peak period to the off-peak period, the Customer 

must take service from another applicable Rate. 

 

RATE* 

 

Large Power COIN –  

Service Secondary Units Phase 1 Phase 2 Phase 3 

Facilities Charge $/Month $209.12 $225.69 $242.25 

Energy Charge  $/kWh $0.04385  $0.04479  $0.04570 

Billing Demand Charge  $/kW $26.53 $26.53 $26.53  

Transmission and Distribution 

Demand Charge  $/kVA $5.52  $5.75  $6.00  

 

* NOTE: Subject to the provisions of Appendices A (Riders) and B (non-recurring) Charges. 

 

 

MINIMUM CHARGE 

 

The minimum monthly charge shall be the Facilities Charge, Demand Charge, plus the 

Transmission and Distribution Demand Charge. In any month the maximum Transmission and 

Distribution demand shall not be less than 60 kVA. 

 

MEASUREMENT OF DEMAND AND ENERGY 
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1. Billing Demand shall be measured by suitable recording instruments provided by Utility and 

in any month, the demand shall be the 60-minute integrated kW demand and occurring in the 

same 60-minute interval and on the same day of the month as the 60-minute integrated that 

Utility’s peak for the month occurs. 

 

2. If Customer fails to maintain a ninety-six percent (96%) power factor during the 60-minute 

coincident demand period, the Billing Demand will be adjusted as follows: 

 

Billing Demand x 96% 

Actual Power Factor 

 

3. Transmission and Distribution Demand shall be for any month the number of kVAs in the 

30-minute interval during which the kVAs are greater than in any other 30-minute interval in 

such month. 

 

4. Energy shall be measured by suitable integrating instruments. 

 

5. For Purposes of the determination of Billing Demand, Maximum Demand and Energy, the 

provisions of the Metering Adjustment of Rate LPSS will be applicable. 

 

 

NOTIFICATION TO CUSTOMER 

 

The Utility will assist the Customer in reducing the billings under the Demand Charge provision 

of the Rate Schedule by making their best efforts to notify the Customer at least one-half hour 

prior to the anticipated hour of the Billing Demand for each month. Such notification may occur 

multiple times each month. Such notification will give the Customer the opportunity to reduce its 

demand during the hour of the Billing Demand. The Utility shall not be held responsible for failure 

to accurately predict the hour of such Billing Demand or for failure to notify the Customer 

one-half hour in advance of the hour of such Billing Demand or for the Customer's failure to reduce 

its demand when notified of an impending Billing Demand. 
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Richmond Power and Light Rate Schedule 

Large Power Service Primary (LPSP) 

 

AVAILABILITY 

 

Available for general service through one meter to any Customer having a maximum load 

requirement of at least 60 kW, but not exceeding 1,000 kW with the last 14 months, served at 

primary voltage. Applicant must be located adjacent to the Richmond Power & Light Company’s 

(the Utility) distribution line that is adequate and suitable for supplying the service requested. 

 

CHARACTER OF SERVICE 

 

Alternating current having a frequency of 60 Hertz and furnished at a voltage, which is standard 

with the Utility in the area served. 

 

RATE* 

 

Large Power Service 

Primary Units Phase 1 Phase 2 Phase 3 

Facilities Charge $/Month $209.12 $225.69 $242.25 

Energy Charge  $/kWh $0.05043 $0.05130 $0.05182 

Demand Charge $/kVA $24.15 $24.48 $24.97 

 

* NOTE: Subject to the provisions of Appendices A (Riders) and B (non-recurring) Charges. 

 

MINIMUM CHARGE 

 

The minimum monthly charge shall be the Facilities Charge plus the Demand Charge. 

 

MEASUREMENT OF DEMAND AND ENERGY 

 

Peak demand shall be measured by suitable recording instruments provided by Utility and shall be 

the average number of kVAs in the 30-minute period during which the kVA demand is greater 

than in any other 30-minute interval in such month. For billing purposes, the billing demand shall 

be the greater of the peak demand occurring during the month or 60 kVA. Energy shall be 

measured by suitable integrating instruments. 
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TERMS AND CONDITIONS FOR RENDERING SERVICE 

 

1. This rate schedule is based upon the delivery and measurement of energy at the primary voltage 

of existing distribution lines operating at not more than 15,000 volts, or less than 2,400 volts, 

and the Customer furnishing and maintaining the complete substation and line equipment on 

the Customer's premises, including any and all transformers, switches, and other apparatus 

necessary for the Customer to take service at the voltage of the distribution line from which 

service is to be served. 

 

2. When fire or other casualty shall render the physical plant or premises of the Customer unfit 

for the purposes of conducting the Customer's normal business operations, or makes the 

premises uninhabitable, the minimum charge of this rate schedule shall, commencing with the 

first billing period or portion thereof in which normal business operations cease, be waived 

until the beginning of the subsequent billing period or portion thereof in which the plant or 

premises shall have been reconstructed and reoccupied by the Customer. 

 

When a strike or lockout of employees of the Customer causes the temporary suspension of 

the Customer's business, the minimum charge of this rate schedule shall, commencing with the 

first billing period or portion thereof in which normal business operations cease, be waived for 

each period or portion thereof during the continuance of the strike or lockout at the plant 

involved. In either event, the Customer shall be billed under this rate schedule for electric 

requirements used during each billing period. 

 

In either event, the Customer shall be billed under this rate schedule for electric requirements 

used during each billing period. 
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Richmond Power and Light Rate Schedule 

Large Power Service Primary Optional Coincident Peak Service (LPSP COIN) 

 

AVAILABILITY 

 

Service to any Customer whose electric service is provided under Rate Schedule LPSP — Large 

Power Service Primary, who agrees to participate in this Demand Side Management Program to 

reduce load during the Richmond Power & Light Company’s (the Utility) net system peak hour 

each month, and who contracts for Optional Coincident Peak Service. Potential Customers must 

demonstrate to the Utility's satisfaction that the Customer has the ability to move kW demand from 

the on-peak period to the off-peak period. Customers taking service under Rate LPSP must move 

a minimum of five percent (5%) of kW demand from the on-peak period to the off-peak period as 

compared to its level of on-peak demand prior to taking service under this Rate. Customers will 

be evaluated during the first 12 months of taking service under this Rate to determine if the 

Customer is moving a minimum of five percent (5%) of kW demand from the on-peak period to 

the off-peak period. If, in the sole judgment of the Utility, a Customer is not consistently moving 

a significant amount of kW demand from the on-peak period to the off-peak period, the Customer 

must take service from another applicable Rate. 

 

RATE* 

 

Large Power COIN – Service 

Primary Units Phase 1 Phase 2 Phase 3 

Facilities Charge $/Month $209.12 $225.69 $242.25 

Energy Charge  $/kWh $0.04410  $0.04519  $0.04627  

Billing Demand Charge  $/kW $25.98  $25.98  $25.98  

Transmission and Distribution 

Demand Charge $/kVA $3.68  $3.83  $4.00  

 

* NOTE: Subject to the provisions of Appendices A (Riders) and B (non-recurring) Charges. 

 

MINIMUM CHARGE 

 

The minimum monthly charge shall be the Facilities Charge, Demand Charge, plus the 

Transmission and Distribution Demand Charge. In any month the maximum Transmission and 

Distribution demand shall not be less than 60 kVA. 

 

MEASUREMENT OF DEMAND AND ENERGY 
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1. Billing Demand shall be measured by suitable recording instruments provided by the Utility 

and in any month, the demand shall be the 60-minute integrated kW demand and occurring in 

the same 60-minute interval and on the same day of the month as the 60-minute integrated that 

Utility’s peak for the month occurs. 

 

2. If the Customer fails to maintain a ninety-six percent (96%) power factor during the 60-minute 

coincident demand period, the Billing Demand will be adjusted as follows: 

 

Billing Demand x 96% 

Actual Power Factor 

 

3. Transmission and Distribution Demand shall be for any month the number of kVAs in the 

30-minute interval during which the kVAs are greater than in any other 30-minute interval in 

such month. 

 

4. Energy shall be measured by suitable integrating instruments. 

 

NOTIFICATION TO CUSTOMER 

 

The Utility will assist the Customer in reducing the billings under the Demand Charge provision 

of the Rate Schedule by making their best efforts to notify the Customer at least one-half hour 

prior to the anticipated hour of the Billing Demand for each month. Such notification may occur 

multiple times each month. Such notification will give the Customer the opportunity to reduce its 

demand during the hour of the Billing Demand. The Utility shall not be held responsible for failure 

to accurately predict the hour of such Billing Demand or for failure to notify the Customer 

one-half hour in advance of the hour of such Billing Demand or for the Customer's failure to reduce 

its demand when notified of an impending Billing Demand. 
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Richmond Power and Light Rate Schedule 

Industrial Service Secondary (ISS) 

 

AVAILABILITY 

 

Secondary service available through one meter to any Customer having a maximum load 

requirement of at least 1,000 kW but not exceeding 10,000 kW with the last 14 months. Applicant 

must be located adjacent to the Richmond Power & Light Company’s (the Utility) distribution line 

that is adequate and suitable for supplying the service requested. 

 

CHARACTER OF SERVICE 

 

Alternating current having a frequency of 60 Hertz and furnished at a voltage, which is standard 

with the Utility in the area served. 

 

RATE* 

 

Industrial Service 

Secondary Units Phase 1 Phase 2 Phase 3 

Facilities Charge $/Month $209.12 $225.69 $242.25 

Energy Charge $/kWh $0.04945 $0.04994 $0.05046 

Demand Charge $/kVA $24.66  $25.00  $25.50  

 

* NOTE: Subject to the provisions of Appendices A (Riders) and B (non-recurring) Charges. 

 

MINIMUM CHARGE 

 

The minimum monthly charge shall be the Facilities Charge plus the Demand Charge. 

 

MEASUREMENT OF DEMAND AND ENERGY 

 

Peak demand shall be measured by suitable recording instruments provided by the Utility and shall 

be the average number of kVAs in the 30-minute period during which the kVA demand is greater 

than in any other 30-minute interval in such month. For billing purposes, the billing demand shall 

be the greater of the peak demand occurring during the month or 1,000 kVA. Energy shall be 

measured by suitable integrating instruments. 

 

TERMS AND CONDITIONS FOR RENDERING SERVICE 
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1. The Utility will supply and maintain at a single location, the complete substation equipment 

that is necessary in order to make one transformation to a standard voltage from the voltage of 

such available distribution line as the Utility deems adequate and suitable to serve the 

requirements of the Customer. Not more than one such transformation will be installed at the 

Utility's expense for any one Customer. 

2. When fire or other casualty shall render the physical plant or premises of the Customer unfit 

for the purposes of conducting the Customer's normal business operations, or makes the 

premises uninhabitable, the minimum charge of this rate schedule shall, commencing with the 

first billing period or portion thereof in which normal business operations cease, be waived 

until the beginning of the subsequent billing period or portion thereof in which the plant or 

premises shall have been reconstructed and reoccupied by the Customer.  

 

3. When a strike or lockout of employees of the Customer causes the temporary suspension of 

the Customer's business, the minimum charge of this rate schedule shall, commencing with the 

first billing period or portion thereof in which normal business operations cease, be waived for 

each period or portion thereof during the continuance of the strike or lockout at the plant 

involved. 

 

In either event, the Customer shall be billed under this rate schedule for electric requirements 

used during each billing period. 
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Richmond Power and Light Rate Schedule 

Industrial Service Secondary Optional Coincident Peak Service (ISS-COIN) 

 

AVAILABILITY 

 

Service to any Customer whose electric service is provided under Rate Schedule ISS – Industrial 

Service Secondary, who agrees to participate in this Demand Side Management Program to reduce 

load during the Richmond Power & Light Company’s (the Utility) net system peak hour each 

month, and who contracts for Optional Coincident Peak Service. Potential Customers must 

demonstrate to the Utility’s satisfaction that the Customer has the ability to move kW demand 

from the on-peak period to the off-peak period. Customers taking service under Rate IS must move 

a minimum of five percent (5%) of kW demand from the on-peak period to the off-peak period as 

compared to its level of on-peak demand prior to taking service under this Rate. Customers will 

be evaluated during the first 12 months of taking service under this Rate to determine if the 

Customer is moving a minimum of five percent (5%) of kW demand from the on-peak period to 

the off-peak period. If, in the sole judgment of the Utility, a Customer is not consistently moving 

a significant amount of kW demand from the on-peak period to the off-peak period, the Customer 

must take service from another applicable rate. 

 

RATE* 

 

Industrial COIN 

Service Secondary  Units Phase 1 Phase 2 Phase 3 

Facilities Charge $/Month $209.12 $225.69 $242.25 

Energy Charge $/kWh $0.04041  $0.04137 $0.04231 

Billing Demand Charge $/kW $26.53 $26.53 $26.53  

Transmission and 

Distribution Demand Charge  $/kVA $5.52  $5.75  $6.00  

 

* NOTE: Subject to the provisions of Appendices A (Riders) and B (non-recurring) Charges. 

 

MINIMUM CHARGE 

 

The minimum monthly charge shall be the Facilities Charge, Demand Charge, plus the 

Transmission and Distribution Demand Charge. In any month, the maximum Transmission and 

Distribution demand shall not be less than 1,000 kVA. 

 

MEASUREMENT OF DEMAND AND ENERGY 
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1. Billing Demand shall be measured by suitable recording instruments provided by the Utility 

and in any month, the demand shall be the 60-minute integrated kW demand and occurring in 

the same 60-minute interval and on the same day of the month as the 60-minute integrated that 

Utility’s peak for the month occurs. 

 

2. If the Customer fails to maintain a ninety-six percent (96%) power factor during the 60-minute 

coincident demand period, the Billing Demand will be adjusted as follows: 

 

 

Billing Demand x 96% 

Actual Power Factor 

 

3. Transmission and Distribution Demand shall be for any month the number of kVAs in the 

30-minute interval during which the kVAs are greater than in any other 30-minute interval in 

such month. 

 

4. Energy shall be measured by suitable integrating instruments. 

 

NOTIFICATION TO CUSTOMER 

 

The Utility will assist the Customer in reducing the billings under the Demand Charge provision 

of the Rate Schedule by making their best efforts to notify the Customer at least one-half hour 

prior to the anticipated hour of the Billing Demand for each month. Such notification may occur 

multiple times each month. Such notification will give the Customer the opportunity to reduce its 

demand during the hour of the Billing Demand. The Utility shall not be held responsible for failure 

to accurately predict the hour of such Billing Demand or for failure to notify the Customer 

one-half hour in advance of the hour of such Billing Demand or for the Customer’s failure to 

reduce its demand when notified of an impending Billing Demand. 
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Richmond Power and Light Rate Schedule 

Industrial Service Primary (ISP) 

 

AVAILABILITY 

 

Primary service available through one meter to any Customer having a maximum load requirement 

of at least 1,000 kW but not exceeding 10,000 kW with the last 14 months. Applicant must be 

located adjacent to the Richmond Power & Light Company’s (the Utility) distribution line that is 

adequate and suitable for supplying the service requested. 

 

CHARACTER OF SERVICE 

 

Alternating current having a frequency of 60 Hertz and furnished at a voltage, which is standard 

with the Utility in the area served. 

 

RATE* 

 

Industrial Service 

Primary Units Phase 1 Phase 2 Phase 3 

Facilities Charge $/Month $209.12 $225.69 $242.25  

Energy Charge $/kWh $0.04846 $0.04894 $0.04945 

Demand Charge $/kVA $24.00  $24.50  $25.00 

 

* NOTE: Subject to the provisions of Appendices A (Riders) and B (non-recurring) Charges. 

 

MINIMUM CHARGE 

 

The minimum monthly charge shall be the Facilities Charge plus the Demand Charge. 

 

MEASUREMENT OF DEMAND AND ENERGY 

 

Peak demand shall be measured by suitable recording instruments provided by the Utility and shall 

be the average number of kVAs in the 30-minute period during which the kVA demand is greater 

than in any other 30-minute interval in such month. For billing purposes, the billing demand shall 

be the greater of the peak demand occurring during the month or 1,000 kVA. Energy shall be 

measured by suitable integrating instruments. 
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TERMS AND CONDITIONS FOR RENDERING SERVICE 

 

1. This rate schedule is based upon the delivery and measurement of energy at the primary voltage 

of existing distribution lines operating at not more than 15,000 volts, or less than 2,400 volts, 

and the Customer furnishing and maintaining the complete substation and line equipment on 

the Customer's premises, including any and all transformers, switches, and other apparatus 

necessary for the Customer to take service at the voltage of the distribution line from which 

service is to be served. 

 

2. When fire or other casualty shall render the physical plant or premises of the Customer unfit 

for the purposes of conducting the Customer's normal business operations, or makes the 

premises uninhabitable, the minimum charge of this rate schedule shall, commencing with the 

first billing period or portion thereof in which normal business operations cease, be waived 

until the beginning of the subsequent billing period or portion thereof in which the plant or 

premises shall have been reconstructed and reoccupied by the Customer.  

 

When a strike or lockout of employees of the Customer causes the temporary suspension of 

the Customer's business, the minimum charge of this rate schedule shall, commencing with the 

first billing period or portion thereof in which normal business operations cease, be waived for 

each period or portion thereof during the continuance of the strike or lockout at the plant 

involved. 

 

In either event, the Customer shall be billed under this rate schedule for electric requirements 

used during each billing period. 
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Richmond Power and Light Rate Schedule 

Industrial Service Primary Optional Coincident Peak Service (ISP-COIN) 

 

AVAILABILITY 

 

Service to any Customer whose electric service is provided under Rate Schedule ISP – Industrial 

Service Primary, who agrees to participate in this Demand Side Management Program to reduce 

load during the Richmond Power & Light Company’s (the Utility) net system peak hour each 

month, and who contracts for Optional Coincident Peak Service. Potential Customers must 

demonstrate to the Utility’s satisfaction that the Customer has the ability to move kW demand 

from the on-peak period to the off-peak period. Customers taking service under Rate IS must move 

a minimum of five percent (5%) of kW demand from the on-peak period to the off-peak period as 

compared to its level of on-peak demand prior to taking service under this Rate. Customers will 

be evaluated during the first 12 months of taking service under this Rate to determine if the 

Customer is moving a minimum of five percent (5%) of kW demand from the on-peak period to 

the off-peak period. If, in the sole judgment of the Utility, a Customer is not consistently moving 

a significant amount of kW demand from the on-peak period to the off-peak period, the Customer 

must take service from another applicable rate. 

 

RATE* 

 

Industrial COIN 

Service Primary  Units Phase 1 Phase 2 Phase 3 

Facilities Charge $/Month $209.12 $225.69 $242.25 

Energy Charge $/kWh $0.03974 $0.04082 $0.04189  

Billing Demand Charge $/kW $25.98 $25.98 $25.98 

Transmission and 

Distribution Demand Charge $/kVA $3.68 $3.83 $4.00 

 

* NOTE: Subject to the provisions of Appendices A (Riders) and B (non-recurring) Charges. 

 

MINIMUM CHARGE 

 

The minimum monthly charge shall be the Facilities Charge, Demand Charge, plus the 

Transmission and Distribution Demand Charge. In any month, the maximum Transmission and 

Distribution demand shall not be less than 1,000 kVA. 

 

MEASUREMENT OF DEMAND AND ENERGY 
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1. Billing Demand shall be measured by suitable recording instruments provided by the Utility 

and in any month, the demand shall be the 60-minute integrated kW demand and occurring in 

the same 60-minute interval and on the same day of the month as the 60-minute integrated that 

Utility’s peak for the month occurs. 

 

2. If the Customer fails to maintain a ninety-six percent (96%) power factor during the 60-minute 

coincident demand period, the Billing Demand will be adjusted as follows: 

 

 

Billing Demand x 96% 

Actual Power Factor 

 

3. Transmission and Distribution Demand shall be for any month the number of kVAs in the 

30-minute interval during which the kVAs are greater than in any other 30-minute interval in 

such month. 

 

4. Energy shall be measured by suitable integrating instruments. 

 

NOTIFICATION TO CUSTOMER 

 

The Utility will assist the Customer in reducing the billings under the Demand Charge provision 

of the Rate Schedule by making their best efforts to notify the Customer at least one-half hour 

prior to the anticipated hour of the Billing Demand for each month. Such notification may occur 

multiple times each month. Such notification will give the Customer the opportunity to reduce its 

demand during the hour of the Billing Demand. The Utility shall not be held responsible for failure 

to accurately predict the hour of such Billing Demand or for failure to notify the Customer 

one-half hour in advance of the hour of such Billing Demand or for the Customer’s failure to 

reduce its demand when notified of an impending Billing Demand. 
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Richmond Power and Light Rate Schedule 

Transmission Service (TS) 

 

AVAILABILITY 

 

Transmission service available through one meter to any Customer having a maximum load 

requirement of 10,000 kW or more but not exceeding 40,000 kW with the last 14 months and 

taking service at 69 kV voltage or higher. Applicant must be located adjacent to the Richmond 

Power & Light Company’s (the Utility) transmission line that is adequate and suitable for 

supplying the service requested. 

 

CHARACTER OF SERVICE 

 

Alternating current having a frequency of 60 Hertz and furnished at a voltage, which is standard 

with the Utility in the area served. 

 

RATE* 

 

Transmission Service  Units Phase 1 Phase 2 Phase 3 

Facilities Charge $/Month $209.12 $225.69 $242.25 

Energy Charge $/kWh $0.04237 $0.04237 $0.04237 

Demand Charge $/kVA $21.73  $22.13  $22.53  

 

* NOTE: Subject to the provisions of Appendices A (Riders) and B (non-recurring) Charges. 

 

MINIMUM CHARGE 

 

The minimum monthly charge shall be the Facilities Charge plus the Demand Charge. 

 

MEASUREMENT OF DEMAND AND ENERGY 

 

Peak demand shall be measured by suitable recording instruments provided by the Utility and shall 

be the average number of kVAs in the 30-minute period during which the kVA demand is greater 

than in any other 30-minute interval in such month. For billing purposes, the billing demand shall 

be the greater of the peak demand occurring during the month or 10,000 kVA. Energy shall be 

measured by suitable integrating instruments. 
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TERMS AND CONDITIONS FOR RENDERING SERVICE 

 

1. This rate schedule is based upon the delivery and measurement of energy at the primary voltage 

of existing overhead distribution lines operating at 69 kV voltage or higher, and the Customer 

furnishing and maintaining the complete substation and line equipment on the Customer’s 

premises, including any and all transformers, switches, and other apparatus necessary for the 

Customer to take service at the voltage of the distribution line from which service is to be 

served. 

 

2. When fire or other casualty shall render the physical plant or premises of the Customer unfit 

for the purposes of conducting the Customer’s normal business operations, or makes the 

premises uninhabitable, the minimum charge of this rate schedule shall, commencing with the 

first billing period or portion thereof in which normal business operations cease, be waived 

until the beginning of the subsequent billing period or portion thereof in which the plant or 

premises shall have been reconstructed and reoccupied by the Customer. 

 

When a strike or lockout of employees of the Customer causes the temporary suspension of 

the Customer’s business, the minimum charge of this rate schedule shall, commencing with 

the first billing period or portion thereof in which normal business operations cease, be waived 

for each period or portion thereof during the continuance of the strike or lockout at the plant 

involved. 

 

In either event, the Customer shall be billed under this rate schedule for electric requirements 

used during each billing period. 
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Richmond Power and Light Rate Schedule 

Transmission Service Optional Coincident Peak Service (TS-COIN) 

 

AVAILABILITY 

 

Service available to any Customer whose electric service is provided under Rate Schedule TS – 

Transmission Service, who agrees to participate in this Demand Side Management Program to 

reduce load during the Richmond Power & Light Company’s (the Utility) net system peak hour 

each month, and who contracts for Optional Coincident Peak Service. Potential Customers must 

demonstrate to the Utility's satisfaction that the Customer has the ability to move kW demand from 

the on-peak period to the off-peak period. Customers taking service under Rate TS must move a 

minimum of five percent (5%) of kW demand from the on-peak period to the off-peak period as 

compared to its level of on-peak demand prior to taking service under this Rate. Customers will 

be evaluated during the first 12 months of taking service under this Rate to determine if the 

Customer is moving a significant amount of kW demand from the on-peak period to the off-peak 

period. If, in the sole judgment of the Utility, a Customer is not consistently moving a minimum 

of five percent (5%) of kW demand from the on-peak period to the off-peak period, the Customer 

must take service from another applicable Rate. 

 

RATE* 

 

Transmission Service 

COIN Units Phase 1 Phase 2 Phase 3 

Facilities Charge $/Month $209.12 $225.69 $242.25 

Energy Charge $/kWh $0.04237 $0.04237 $0.04237 

Billing Demand Charge $/kW $25.20 $25.20 $25.20 

Transmission and Distribution 

Demand Charge $/kVA $2.00  $2.00  $2.00  

 

* NOTE: Subject to the provisions of Appendices A (Riders) and B (non-recurring) Charges. 

 

MINIMUM CHARGE 

 

The minimum monthly charge shall be the Facilities Charge, Demand Charge, plus the 

Transmission and Distribution Demand Charge. In any month, the maximum Transmission and 

Distribution demand shall not be less than 10,000 kVA. 

 

MEASUREMENT OF DEMAND AND ENERGY 
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1. Billing Demand shall be measured by suitable recording instruments provided by the Utility 

and in any month, the demand shall be the 60-minute integrated kW demand and occurring in 

the same 60-minute interval and on the same day of the month as the 60-minute integrated that 

Utility’s peak for the month occurs. 

 

2. If the Customer fails to maintain a ninety-six percent (96%) power factor during the 60-minute 

coincident demand period, the Billing Demand will be adjusted as follows: 

 

Billing Demand x 96% 

Actual Power Factor 

 

3. Transmission and Distribution Demand shall be for any month the number of kVAs in the 

30-minute interval during which the kVAs are greater than in any other 30-minute interval in 

such month. 

 

4. Energy shall be measured by suitable integrating instruments. 

 

NOTIFICATION TO CUSTOMER 

 

The Utility will assist the Customer in reducing the billings under the Demand Charge provision 

of the Rate Schedule by making their best efforts to notify the Customer at least one-half hour 

prior to the anticipated hour of the Billing Demand for each month. Such notification may occur 

multiple times each month. Such notification will give the Customer the opportunity to reduce its 

demand during the hour of the Billing Demand. Utility shall not be held responsible for failure to 

accurately predict the hour of such Billing Demand or for failure to notify the Customer one-half 

hour in advance of the hour of such Billing Demand or for the Customer's failure to reduce its 

demand when notified of an impending Billing Demand. 
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Richmond Power and Light Rate Schedule 

Lighting Service (LS) 

 

AVAILABILITY 

 

Outdoor Lighting is available only for continuous year-round service to individual Customers on 

private property.  

 

Street Lighting and Area Lighting are available for the lighting of any City of Richmond (City) 

street, alley, or park, within the corporate limits. This rate schedule is applicable for service when 

it is supplied through existing, new, or rebuilt street lighting systems, including extensions of such 

street lighting system to additional locations where service is requested by the City, provided that 

the equipment to be installed at such new location is comparable to the equipment utilized on the 

existing system.  The Utility reserves the right to refuse service to hazardous or inaccessible 

locations, if approved, additional charges may apply. 

 

The Mercury Vapor (MV) lights are in process of elimination and are withdrawn except for 

Customers that contracted for service prior to December 31, 1999, and will not be applicable to 

any future Customers. If service hereunder is at any time discontinued at the Customer's option, 

MV lights shall not be available again. Richmond Power & Light Company (the Utility) will 

support existing high intensity discharge (HID) lighting offerings for as long as the technology is 

available. The National Energy Policy Act of 2005 requires that MV lamp ballasts shall not be 

manufactured or imported after January 1, 2008. To the extent that the Utility has the necessary 

materials, the Utility will continue to maintain existing MV lamp installations in accordance with 

this tariff. The Energy Independence and Security Act of 2007 mandated pulse start ballasts; 

therefore, standard ballast Metal Halide (MH) lamps are no longer offered for new construction. 

To the extent that the Utility has the necessary materials, the Utility will continue to maintain 

existing MH lamp installations in accordance with this tariff. 

 

CHARACTER OF SERVICE 

 

For each lamp with luminaire and an upsweep arm not over 6 feet in length, controlled by a 

photo-electric relay, when mounted on an existing utility pole and service supplied from existing 

secondary facilities. 

 

RATE* 

For Outdoor Lighting service, rates are differentiated by bulb wattage and type between Sodium 

Vapor (SV), Mercury Vapor (MV), and Light Emitting Diode (LED) as follows: 

 

Type Phase 1 Phase 2 Phase 3 

100 W Sodium Vapor OL $7.00 $7.10 $7.20 
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Type Phase 1 Phase 2 Phase 3 

150 W Sodium Vapor OL $7.68 $7.80 $7.92 

175 W Mercury Vapor OL $10.13 $10.28 $10.43 

250 W Metal Halide Flood OL $11.10 $11.27 $11.44 

250 W Mercury Vapor OL $12.64 $12.83 $13.02 

250 W Sodium Vapor Flood OL $10.85 $11.01 $11.17 

250 W Sodium Vapor OL $14.38 $14.60 $14.82 

400 W Metal Halide Flood OL $13.00 $13.19 $13.39 

400 W Mercury Vapor OL $15.19 $15.42 $15.65 

400 W Sodium Vapor Flood OL $12.87 $13.06 $13.25 

50 W LED (100W HPS Equiv) $9.38 $9.52 $9.66 

111 W LED (250W HPS Equiv) $12.83 $13.02 $13.21 

243 W LED (400W HPS Equiv) $17.68 $17.95 $18.22 

 

For Street Lighting and Area Lighting service for lighting of a City street, alley, or park, within 

the corporate limits, rates are differentiated by pole type, overhead (OH) or underground (UG) 

service, bulb wattage, and bulb type as follows: 

 

 Street Lighting and Area Lighting 

Type Phase 1 Phase 2 Phase 3 

100 W Sodium Vapor-UG-Fiber $8.56 $8.56 $8.56 

100 W Sodium Vapor-UG-Metal $8.56 $8.56 $8.56 

150 W Sodium Vapor-OH-Metal $13.80 $13.80 $13.80 

150 W Sodium Vapor-OH-Metal-T $18.38 $18.38 $18.38 

150 W Sodium Vapor-OH-Wood $9.00 $9.00 $9.00 

150 W Sodium Vapor-UG-Metal $18.41 $18.41 $18.41 

150 W Sodium Vapor-UG-Metal-T $23.10 $23.10 $23.10 

175 W Metal Hal-UG-Metal-C-S $9.91 $9.91 $9.91 

175 W Metal Hal-UG-Metal-C-T $13.63 $13.63 $13.63 

175 W Metal Halide-UG-Metal $18.35 $18.35 $18.35 

175 W Mercury Vapor UG-Metal $20.01 $20.01 $20.01 
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 Street Lighting and Area Lighting 

Type Phase 1 Phase 2 Phase 3 

175 W Mercury Vapor-UG-Metal-S $9.69 $9.69 $9.69 

175 W Mercury Vapor-UG-Wood $14.39 $14.39 $14.39 

250 W Mercury Vapor-OH-Metal $14.84 $14.84 $14.84 

250 W Sodium Vapor-OH-Metal $14.89 $14.89 $14.89 

250 W Mercury Vapor-OH-Wood $10.34 $10.34 $10.34 

250 W Sodium Vapor-OH-Wood $10.34 $10.34 $10.34 

250 W Sodium Vapor-OH-Metal-T $19.48 $19.48 $19.48 

250 W Mercury Vapor-UG-Metal-S $20.68 $20.68 $20.68 

250 W Sodium Vapor-UG-Metal $20.68 $20.68 $20.68 

250 W Sodium Vapor-UG-Metal-T $24.55 $24.55 $24.55 

400 W Sodium Vapor-OH-Wood $33.96 $33.96 $33.96 

400 W Metal Hal-UG-Metal-C-S $11.68 $11.68 $11.68 

400 W Sodium Vapor-UG-Metal $35.99 $35.99 $35.99 

1000 W Metal Halide-UG-Metal-T $39.57 $39.57 $39.57 

150 Sodium Vapor-UG-Metal $27.42 $27.42 $27.42 

2-400 W Sodium Vapor-UG-Met-N $46.85 $46.85 $46.85 

4-400 W Mercury Vapor-UG-Met-N $51.16 $51.16 $51.16 

400 W Sodium Vapor-UG-Metal-N $34.02 $34.02 $34.02 

70 W Sodium Vapor-UG-Metal $23.91 $23.91 $23.91 

70 W-Sodium Vapor-UG-Metal-T $34.02 $34.02 $34.02 

SL <400W -OH-Wood $12.91 $12.91 $12.91 

72 W LED (100 W HPS Equiv.)-UG-Metal Post $21.37 $21.37 $21.37 

72 W LED (100 W HPS Equiv.)-UG-Decorative Post $26.29 $26.29 $26.29 

71 W LED (150 W HPS Equiv.)-OH-Wood Single Pendant $18.76 $18.76 $18.76 

111 W LED (250 W HPS Equiv.)-OH-Wood Single Pendant $20.70 $20.70 $20.70 

278 W LED (400 W HPS Equiv.)-OH-Wood Single Pendant $25.29 $25.29 $25.29 

71 W LED (150 W HPS Equiv.)-OH-Metal Single Pendant $23.09 $23.09 $23.09 

111 W LED (250 W HPS Equiv.)-OH-Metal Single Pendant $25.03 $25.03 $25.03 
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 Street Lighting and Area Lighting 

Type Phase 1 Phase 2 Phase 3 

278 W LED (400 W HPS Equiv.)-OH-Metal Single Pendant $29.63 $29.63 $29.63 

71 W LED (150 W HPS Equiv.)-UG-Metal Single Pendant $24.61 $24.61 $24.61 

111 W LED (250 W HPS Equiv.)-UG-Metal Single Pendant $26.54 26.54 26.54 

278 W LED (400 W HPS Equiv.)-UG-Metal Single Pendant $31.13 $31.13 $31.13 

71 W LED (150 W HPS Equiv.)-OH-Metal Twin Pendant $26.18 $26.18 $26.18 

111 W LED (250 W HPS Equiv.)-OH-Metal Twin Pendant $29.09 $29.09 $29.09 

278 W LED (400 W HPS Equiv.)-OH-Metal Twin Pendant $34.19 $34.19 $34.19 

71 W LED (150 W HPS Equiv.)-UG-Metal Twin Pendant $27.68 $27.68 $27.68 

111 W LED (250 W HPS Equiv.)-UG-Metal Twin Pendant $30.59 $30.59 $30.59 

278 W LED (400 W HPS Equiv.)-UG-Metal Twin Pendant $35.69 $35.69 $35.69 

111 W LED (250 W HPS Equiv.)-UG-Metal Decorative $49.81 $49.81 $49.81 

242 W LED (400 W HPS Equiv.)-UG-Metal Decorative $54.31 $54.31 $54.31 

 

* NOTE: Subject to the provisions of Appendices A (Riders) and B (non-recurring) Charges. 

 

STREET LIGHTING FACILITIES  

 

All facilities necessary for service hereunder, including all poles, fixtures, street lighting circuits, 

transformers, lamps, and other necessary facilities will be furnished and maintained by the Utility. 

 

ADDITIONAL FACILITIES 

 

When other new facilities are to be installed by the Utility to furnish the lighting service, the 

Customer will, in addition to the above monthly rate, pay in advance of construction the estimated 

installation cost of all such new facilities, extending from the nearest, or the most suitable pole of 

the Utility, to the point designated by the Customer for the installation of the fixture. Actual costs 

to be billed after construction. 

 

CONTRACTS 

 

Contracts under this rate schedule will be for not less than one (1) year for Residential or Farm 

Customers and not less than three (3) years for Commercial or Industrial Customers. The Utility 

reserves the right to include in the contract such provisions as it may deem necessary to ensure 

payment of bills throughout the term of the contract 

 



38 
 Phase 1 Effective: January 1, 2027 

 Phase 2 Effective: January 1, 2028 

 Phase 3 Effective: January 1, 2029 

 
 

OWNERSHIP OF FACILITIES 

 

All facilities necessary for service, including, fixtures, controls, poles, transformers, secondaries, 

lamps, and other appurtenances, shall be owned and maintained by the Utility. All service and 

necessary maintenance will be performed only during the regular scheduled working hours of the 

Utility. Burned out lamps will normally be replaced within 48 hours after notification by Customer. 

 

HOURS OF LIGHTING 

 

All lamps shall burn from approximately one-half hour after sunset until approximately one-half 

hour before sunrise each day in the year, approximately 4,000 hours per annum. 
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Richmond Power and Light Rate Schedule  

Electric Heating Schools (EHS) 

 

AVAILABILITY 

 

This rate schedule IS WITHDRAWN.  Customers will be moved to the General Power Service 

(GPS) rate or appropriate rate for which they qualify. 
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Richmond Power and Light Rate Schedule  

General Electric Heating (GEH) 

 

AVAILABILITY 

 

This rate schedule IS WITHDRAWN.  Customers will be moved to the General Power Service 

(GPS) rate or appropriate rate for which they qualify. 
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Richmond Power and Light Rate Schedule 

Electric Vehicle Charging Program – Public Location (EV-PP) 

 

AVAILABILITY 

 

This rate schedule IS WITHDRAWN.  Customers can be served by the Commercial Lighting 

Service (CLS), General Power Service (GPS) rate or another appropriate rate for which they 

qualify. 
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Richmond Power and Light Rate Schedule 

Rider NM – Net Metering  

 

AVAILABILITY 

 

Net Metering is provided upon request and on a first-come, first-served basis. Net Metering is 

available to Residential, Commercial, and Industrial Customers in good standing that own and 

operate an eligible solar, wind, biomass, geothermal, hydroelectric, or other renewable generation 

source. The nameplate rating of Customer's generator may not exceed 10 kW. Customers served 

under this tariff must also take service from the Richmond Power & Light Company (the Utility) 

under the otherwise applicable standard service tariff. 

 

Total Net Metering participation under this tariff is limited to a total nameplate rating of all of the 

Customers' generators of one-tenth of one percent (0.1%) of the Utility's most recent summer peak 

load. 

 

Customers with systems above 10KW or who exceed the participation limit will be required to 

enter into a Purchase Power Agreement (PPA) with Indiana Municipal Power Agency (IMPA) but 

must still meet interconnection and insurance requirements, See QF rider. 

 

DEFINITIONS 

 

"Net Metering" means measuring the difference in an applicable billing period between the amount 

of electricity supplied by the Utility to the Customer who generates electricity using an eligible 

solar, wind, biomass, geothermal, hydroelectric, or other renewable generation source and the 

amount of electricity generated by such respective Customer that is delivered to the Utility. 

 

BILLING 

 

Monthly charges for energy and demand, where applicable, to serve the Customer's net or total 

load shall be determined according to the Utility's standard service tariff under which the Customer 

otherwise would be served, absent the Customer's eligible Net Metering facility. The measurement 

of net energy supplied by the Utility and delivered to the Utility shall be calculated in the following 

manner. The Utility shall measure the difference between the amount of electricity delivered by 

the Utility to the Customer and the amount of electricity generated by the Customer and delivered 

to the Utility during the billing period, in accordance with normal metering practices. If the kWh 

delivered by the Utility to the Customer exceeds the kWh delivered by the Customer to the Utility 

during the billing period, the Customer shall be billed for the kWh difference. If the kWh generated 

by the Customer and delivered to the Utility exceeds the kWh supplied by the Utility to the 

Customer during the billing period, the Customer shall be credited in the next billing cycle for the 

kWh difference. When the Customer elects to discontinue Net Metering service, any unused credit 

will be granted to the Utility. The Utility shall not purchase wheel power produced by Net Metering 

facilities. Bill charges and credits will be in accordance with the standard tariff that would apply 

if the Customer did not participate in Net Metering under this tariff. 
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METERING 

 

The Customer's standard meter, if capable of measuring electricity in both directions, will be used. 

If the Utility determines new metering is necessary, the Utility will install metering capable of Net 

Metering at the Customer's expense. Additionally, the Utility reserves the right to install, at its own 

expense, a meter to measure the output of the solar, wind, biomass, geothermal, hydroelectric, or 

other renewable generation system. 

 

TERMS AND CONDITIONS 

 

In order to be eligible for Net Metering, the Customer's generator must meet the following 

requirements: 

 

1. All kWh must be generated from the output of solar, wind, biomass, geothermal, 

hydroelectric, or other renewable generation sources; 

 

2. The generation equipment must be operated by the Customer and located on the Customer's 

premises; 

 

3. The generator must operate in parallel with the Utility's transmission and distribution 

facilities without adversely affecting the Utility's system and equipment and without 

presenting safety hazards or threats to the reliability of service to the Utility, its personnel, 

and other Customers; 

 

4. The Customer's generation must be intended primarily to offset all or part of the Customer's 

requirements for electricity; 

 

5. The name plate rating of Customer's generator must not exceed 10 kW and the Customer's 

generation must satisfy the Interconnection requirements specified below. 

 

The Customer shall make an application for Interconnection Service and execute an 

Interconnection Agreement acceptable to the Utility. 

 

The Customer shall maintain homeowners, commercial, or other insurance providing coverage in 

the amount of at least one million dollars ($1,000,000) for the liability of the insured against loss 

arising out of the use of generation equipment associated with Net Metering under this tariff. 

 

The supplying of, and billing for, service and all conditions applying thereto, are subject to the 

Utility's General Terms and Conditions. 

 

INTERCONNECTION 

 

For generator systems 10 kW or smaller eligible for this tariff, the Utility's technical requirements 

consist of: 

 

1. IEEE 1547-2003, "IEEE Standard for Interconnecting Distributed Resources with Electric 
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Power Systems" (IEEE 1547). 

 

2. Current version of ANSI/NFPA 70, “National Electrical Code” (NEC). 

3. Any other applicable local building codes. 

 

Inverter based systems listed by Underwriters Laboratories (UL) to UL Standard 1741, published 

May 7, 1999, as revised January 17, 2001 (UL 1741), are accepted by the Utility as meeting the 

technical requirements of IEEE 1547 tested by UL 1741. 

 

Conformance with these requirements does not convey any liability to the Utility for damages or 

injuries arising from the installation or operation of the generator system. The Utility may, at its 

own discretion, isolate any Net Metering facility if the Utility has reason to believe that continued 

interconnection with the Net Metering facility creates or contributes to a system emergency. The 

Utility may perform reasonable on-site inspections to verify the proper installation and continuing 

safe operation of the Net Metering facility and the interconnection facilities, at reasonable times 

and upon reasonable advance notice to the Net Metering Customer.  Facilities will be inspected 

prior to operation and once every two years thereafter.  Trip charges will apply for inspections and 

time spent by the utility because of malfunctions of the Customer equipment. 

 

The Customer shall operate the Net Metering facility in such a manner as not to cause undue 

fluctuations in voltage, intermittent load characteristics, or otherwise interfere with the operation 

of Utility's electric system. Customers shall agree that the interconnection and operation of the 

facility is secondary to, and shall not interfere with, the Utility's ability to meet its primary 

responsibility of furnishing reasonably adequate service to its Customers. 

 

Customer's control equipment for the Net Metering facility shall immediately, completely, and 

automatically disconnect and isolate the facility from the Utility's electric system in the event of a 

fault on the Utility's electric system, a fault on the Customer's electric system, or loss of a source 

or sources on the Utility's electric system. 

 

Customer shall install, operate, and maintain, at the Customer's sole cost and expense, the Net 

Metering facility in accordance with the manufacturer's suggested practices for safe, efficient, and 

reliable operation of the facility in parallel with the Utility's electric system. The Customer shall 

bear full responsibility for the installation, maintenance and safe operation of the Net Metering 

facility. The Customer shall be responsible for protecting, at the Customer's sole cost and expense, 

the Net Metering facility from any condition or disturbance on the Utility's electric system, 

including, but not limited to, voltage sags or swells, system faults, outages, loss of a single phase 

of supply, equipment failures, and lightning or switching surges. 

 

Upon reasonable advance notice to the Customer, the Utility shall have access at reasonable times 

to the Net Metering facility whether before, during or after the time facility first produces energy, 

to perform reasonable on-site inspections to verify that the installation and operation of the facility 

comply with the requirements of this tariff and to verify the proper installation and continuing safe 

operation of the facilities. The Utility shall also have, at all times, immediate access to breakers or 

any other equipment that will isolate the Net Metering facility from the Utility's electric system. 

In non-emergency situations, the Utility shall give the Customer reasonable notice prior to 
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isolating the Net Metering facility. 

 

The Customer shall agree that, without the prior written permission from the Utility, no changes 

shall be made to the configuration of the Net Metering facility, as that configuration is described 

in the Interconnection Agreement, and no relay or other control or protection settings specified in 

the Interconnection Agreement shall be set, reset, adjusted or tampered with, except to the extent 

necessary to verify that the facility complies with the Utility approved settings. 
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Richmond Power and Light Rate Schedule 

Rider ED – Economic Development  

 

AVAILABILITY 

 

This Rider is available to a Qualifying Customer (as defined herein) to encourage large power 

users to expand or create new operations within the Richmond Power & Light Company’s 

(the Utility) service territory. 

 

QUALIFICATIONS 

 

A “Qualifying Customer” is a new or existing non-residential Customer in the Utility’s service 

territory that is establishing new operations or expanding existing operations such that the new or 

expanded operations will result in new or additional demand of at least one (1) MW (1000 kW) at 

one delivery point (the Qualifying Demand) and the new or expanded operations has involved a 

capital investment of at least one million dollars ($1,000,000) within the Utility’s service territory. 

 

For a Qualifying Customer that is expanding operations, Qualifying Demand is measured from the 

average monthly peak demand for the 12 months immediately preceding the effective date of the 

Service Application. For a Qualifying Customer that is establishing new operations, Qualifying 

Demand is measured from zero. 

 

A Qualifying Customer is not a Customer: (1) with “new” demand that results from a change in 

ownership of an existing establishment without qualifying new load; (2) renewing service 

following interruptions such as equipment failure, temporary plant shutdown, strike, economic 

conditions, or natural disaster; or (3) that has shifted its load from one operation or Customer to 

another within the Utility’s service territory. The Utility may determine exclusively, without 

recourse by the Customer, whether an event has occurred that would prevent a customer from 

being a Qualifying Customer. 

 

RATE INCENTIVE 

 

Beginning with the effective date indicated in the Service Application submitted by the Qualifying 

Customer, the Utility will receive a credit on its wholesale bill for the qualifying new load. The 

incentive amount received by the Utility from the Indiana Municipal Power Agency (IMPA) for 

such load will be passed in full to Qualifying Customers. For reference purposes, the discount to 

the Qualifying Customer’s wholesale cost for qualifying new load will be calculated according to 

the following schedule: 

 

 Months 1-12 20% 

 Months 13-24 15% 

 Months 25-36 10% 

 Months 37-48 10% 

 Months 49-60 5% 
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The Qualifying Customer must meet the minimum Qualifying Demand during each month of the 

incentive period (i.e., months 1 through 60, as designated above). Failure to meet the minimum 

Qualifying Demand in a particular month will result in zero percent (0%) reduction for that month. 

 

TERMS AND CONDITIONS 

 

The Qualifying Customer must submit a Service Application to the Utility specifying: (1) a 

description of the amount and nature of the new load; (2) the basis on which the Qualifying 

Customer meets the requirements of this Rider; (3) the Qualifying Customer’s desired effective 

date. 

 

This Rider will terminate on the same date that IMPA’s economic development rider terminates, 

except that any Qualifying Customer receiving the rate incentive at the time of the Rider’s 

termination may continue receiving the incentive for the remainder of the applicable incentive 

period (as long it continues to meet the Rider’s requirements) 

 

APPLICABLE RATE SCHEDULES 

 

This Rider is applicable to the following rate schedules: 

 

Large Power Service Secondary (LPSS) 

 

Large Power Service Secondary – Optional Coincident Peak (LPSS- COIN) 

 

Large Power Service Primary (LPSP) 

 

Large Power Service Primary – Optional Coincident Peak (LPSP- COIN) 

 

Industrial Service Secondary (ISS) 

 

Industrial Service Secondary – Optional Coincident Peak (ISS- COIN) 

 

Industrial Service Primary (ISP) 

 

Industrial Service Primary – Optional Coincident Peak (ISP- COIN) 

 

Transmission Service (TS) 

 

Transmission Service – Optional Coincident Peak (TS- COIN) 
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Richmond Power and Light Rate Schedule  

Rider QF – Qualifying Facilities 

 

AVAILABILITY 

 
On June 28, 2017 in Cause No. 44898, the Indiana Utility Regulatory Commission (IURC or Commission) 

approved the assumption by the Indiana Municipal Power Agency (IMPA) of all obligations of its 

Commission-regulated municipal members, including Richmond Power & Light, to purchase energy and 

capacity offered by a Qualifying Facility of less than five megawatts (5 MW) under 170 IAC 4-4.1 (for 

Cogeneration and Alternate Energy Production facilities), thus any Qualifying Facilities in the Richmond 

Power & Light Company’s (the Utility) service territory shall be served by IMPA or the Utility pursuant to 

that Order. The provisions of this tariff, along with any interconnection agreement and the provisions of 

any agreement entered into between the Customer/Qualifying Facility and RP&L and/or IMPA shall govern 

such service, as applicable. Pursuant to Federal Energy Regulatory Commission (FERC) Order 872 (172 

FERC ¶ 61,041, July 16, 2020), IMPA and the Utility have no obligation to purchase energy and capacity 

from small power (renewable) production facilities with generation above five (5) MW. For purposes of 

determining the five (5) MW threshold, there is an irrebuttable presumption that affiliated Qualifying 

Facilities between one (1) and ten (10) miles apart using the same small power production energy resource 

are at separate sites, while affiliated Qualifying Facilities one (1) mile apart or less, and ten (10) miles apart 

or more, are irrefutably presumed to be at the same site and separate sites, respectively. 

 

RATES 

 

Pursuant to the Order in Cause No. 44898, the Utility maintains its retail sales obligation. Any backup or 

supplemental power needed by a Customer with a Qualifying Facility will be sold pursuant to the Utility's 

applicable tariff provisions. The Qualifying Facility shall execute a separate Power Purchase Agreement 

with IMPA for the purchase of energy and capacity. 

 

Reserved Capacity shall be the amount of electric capacity the Utility is obligated to make available to the 

Customer.  Reserved Capacity shall be established by one of the following methods, as determined by the 

Utility: 

 

Contracted Service Capacity established in the Service Agreement; 

Installed transformer capacity serving the Customer; or 

Customer-requested reserved demand approved by the Utility; 

 

The Utility will charge a Capacity charge based on the determination above and may require execution of 

a Capacity Reservation Agreement whenever appropriate. 

 

EXCESS FACILITIES 

 

In the event that the Customer/Qualifying Facility requests facilities from the Utility, which are in addition 

to, or in substitution for, the standard facilities which the Company would normally install or maintain to 

serve the Customer’s load (hereinafter referred to as "excess facilities"), the Utility will provide and install 

such excess facilities under the following conditions: (i) the type, extent, and location of such excess 

facilities shall be mutually agreed to by the Utility and the Customer; (ii) the excess facilities shall be and 

remain the property of the Utility; and (iii) the Customer shall agree to pay the Utility in advance the 
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estimated installed cost of the excess facilities, and actual costs to be billed after construction. 

 

INTERCONNECTION 

 

A Customer desiring to interconnect a Qualifying Facility (also referred to herein as a "renewable 

generation facility") with the Utility's grid shall complete an interconnection application and submit the 

application to the Utility for review. After receipt of the application, the Utility shall conduct such further 

inspection of the renewable generation facilities as the Utility deems necessary and approve or deny the 

application. If the application is denied, the Utility shall provide a written response to the Customer 

explaining why the application was denied. The Utility is hereby authorized to charge a reasonable 

application fee to offset costs involved with reviewing the application, inspecting the renewable generation 

facilities, and otherwise ensuring compliance with these rules. 

 

If the interconnection application is approved, then the Customer agrees that no changes shall be made to 

the configuration of the renewable generation facilities, as that configuration is described in the application, 

and no relay or other control or protection settings specified in the application shall be set, reset, adjusted 

or tampered with, except to the extent necessary to verify that the renewable generation facilities comply 

with the Utility's approved settings. 

 

In addition to such other requirements as the Utility deems necessary, any renewable generation facility 

allowed to interconnect to the Utility's grid must comply with: (a) the National Electrical Code and the 

National Electrical Safety Code, as each may be revised from time to time; (b) the Utility's rules and 

regulations and the Utility's General Terms and Conditions for Electric Service, each as contained in the 

Utility's Electric Tariff and each as may be revised from time to time; and (c) all other applicable local, 

state, and federal codes and laws, as the same may be in effect from time to time. 

 

For any approved renewable generation facilities interconnected to the Utility's grid, the Customer shall 

install, operate, and maintain, at the Customer's sole cost and expense, the renewable generation facilities 

in accordance with the Institute of Electrical and Electronics Engineers' applicable Standard for 

Interconnecting Distributed Resources with Electric Power Systems, as it may be amended from time to 

time. The Customer shall be responsible for protecting, at the Customer's sole cost and expense, the 

renewable generation facilities from any condition or disturbance on the Utility's electric system, including, 

but not limited to, voltage sags or swells, system faults, outages, loss of a single phase of supply, equipment 

failures, and lightning or switching surges. Facilities will be inspected prior to operation and once every 

two years thereafter.  Trip charges will apply for inspections and time spent by the utility because of 

malfunctions of the Customer equipment. 

 

The Customer shall operate any interconnected renewable generation facilities in such a manner as not to 

cause undue fluctuations in voltage, intermittent load characteristics or otherwise interfere with the 

operation of the Utility's electric system. At all times when the renewable generation facilities are being 

operated in parallel with the Utility's electric system, the Customer shall operate the renewable generation 

facilities in a manner that no disturbance will be produced to the service rendered by the Utility to any of 

its other Customers or to any electric system interconnected with the Utility's electric system. The 

Customer's control equipment for the renewable generation facilities shall immediately, completely, and 

automatically disconnect and isolate the renewable generation facilities from the Utility's electric system in 

the event of a fault on the Utility's electric system, a fault on the Customer's renewable generation facilities, 

or loss of a source or sources on the Utility's electric system. The automatic disconnecting device included 

in such control equipment shall not be capable of reclosing until after service is restored on the Utility's 

electric system. Additionally, if the fault is with the Customer's renewable generation facilities, such 
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automatic disconnecting device shall not be reclosed until after the fault is isolated from the Customer's 

renewable generation facilities. 

 

Upon reasonable advance notice to the Customer, the Utility shall have access to any interconnected 

renewable generation facilities to perform on-site inspections to verify that the installation and operation of 

the renewable generation facilities comply with the requirements of this tariff and to verify the proper 

installation and continuing safe operation of the renewable generation facilities. The Utility shall also have 

at all times immediate access to breakers or any other equipment that will isolate the renewable generation 

facilities from the Utility's electric system. The Utility shall not be responsible for any costs the Customer 

may incur as a result of such inspection(s). The Utility shall have the right and authority to isolate approved 

interconnected renewable generation facilities at the Utility's sole discretion if the Utility believes that: 

(a) continued interconnection and parallel operation of the renewable generation facilities with the Utility's 

electric system creates or contributes (or will create or contribute) to a system emergency on either the 

Utility's or the Customer's electric facilities; (b) the renewable generation facilities are not in compliance 

with the requirements of this tariff; or (c) the renewable generation facilities interfere with the operation of 

the Utility's electric system. In non-emergency situations, the Utility shall give the Customer reasonable 

notice prior to isolating the renewable generation facilities. 

 

Customer shall procure and keep in force during all periods of parallel operation of the renewable generation 

facilities with the Utility's electric system, homeowners, commercial, or other insurance to protect the 

interests of the Utility, with an insurance carrier acceptable to the Utility, and in amounts not less than those 

reasonably determined by the Utility to be necessary taking into consideration the nameplate capacity, 

configuration and type of the renewable generation facilities. The Customer shall indemnify and hold 

harmless the Utility, the City of Richmond, its employees, representatives, agents and subcontractors from 

and against all claims, liability, damages and expenses, including attorney's fees, based on any injury to any 

person, including the loss of life, or damage to any property, including the loss of use thereof, arising out 

of, resulting from, or connected with, or that may be alleged to have arisen out of, resulted from, or 

connected with, an act or omission by the Customer, its employees, agents, representatives, successors or 

assigns in the construction, ownership, operation or maintenance of the Customer's renewable generation 

facilities. If the Utility is required to bring an action to enforce its rights under this Agreement, either as a 

separate action or in connection with another action, and said rights are upheld, the Customer shall 

reimburse the Utility for all expenses, including attorney's fees, incurred in connection with such action. 
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INTERCONNECTION AGREEMENT 

FOR QUALIFIED FACILITIES 

RICHMOND POWER & LIGHT COMPANY 

 

THIS INTERCONNECTION AGREEMENT ("Agreement") is made and entered into this ______ 

day of, 20____, by and between Richmond Power & Light Company ("Utility"), and ________________ 

("Customer"). Utility and Customer are hereinafter sometimes referred to individually as "Party" or 

collectively as "Parties". 

 

WITNESSETH: 

 

WHEREAS, Customer is installing, or has installed, solar, wind, biomass, geothermal, 

hydroelectric, or other renewable generation equipment, controls, and protective relays and equipment 

("Generation Facilities" or "Qualified Facilities") used to interconnect and operate in parallel with Utility's 

electric system, which Generation Facilities are more fully described in Exhibit A, attached hereto and 

incorporated herein by this Agreement, and as follows: 

 

Location:  

Generator Size and Type; and 

 

WHEREAS, the name plate rating of the Generation Facilities does not exceed 5 megawatts 

(“MW”); and 

 

WHEREAS, Customer desires to receive service under Utility's Qualified Facilities ("QF") tariff. 

 

NOW, THEREFORE, in consideration thereof, Customer and Utility agree as follows: 

 

1. Application. It is understood and agreed that this Agreement applies only to the operation of the 

Generation Facilities described above and on Exhibit A. 

 

2. Interconnection. Utility agrees to allow Customer to interconnect and operate the Generation 

Facilities in parallel with Utility's electric system in accordance with any operating procedures or other 

conditions specified in Exhibit A. By this Agreement, or by inspection, if any, or by non-rejection, or by 

approval, or in any other way, Utility does not give any warranty, express or implied, as to the adequacy, 

safety, compliance with applicable codes or requirements, or as to any other characteristics of the 

Generation Facilities. The Generation Facilities installed and operated by or for Customer shall comply 

with, and Customer represents and warrants their compliance with: (a) the National Electrical Code and the 

National Electrical Safety Code, as each may be revised from time to time; (b) Utility's rules and regulations 

applicable to Qualified Facilities, and Utility's General Terms and Conditions for Electric Service, each as 

contained in Utility's Electric Tariff and as each as may be revised from time to time; (c) all other applicable 

local, state, and federal codes and laws, as the same may be in effect from time to time; and any other 

requirements as the Utility deems necessary. Customer shall install, operate, and maintain, at Customer's 

sole cost and expense, the Generation Facilities in accordance with the Institute of Electric and Electronics 

Engineers' applicable Standard for Interconnecting Distributed Resources with Electric Power Systems, as 

it may be amended from time to time. Customer shall bear full responsibility for the installation, 

maintenance and safe operation of the Generation Facilities. Customer shall be responsible for protecting, 

at Customer's sole cost and expense, the Generation Facilities from any condition or disturbance on Utility's 

electric system, including, but not limited to, voltage sags or swells, system faults, outages, loss of a single 

phase of supply, equipment failures, and lightning or switching surges. Customer agrees that, without the 

prior written permission from Utility, no changes shall be made to the configuration of the Generation 

Facilities, as that configuration is described in Exhibit A, and no relay or other control or protection settings 
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specified in Exhibit A shall be set, reset, adjusted or tampered with, except to the extent necessary to verify 

that the Generation Facilities comply with Utility approved settings. 

 

3. Operation by Customer. Customer shall operate the Generation Facilities in such a manner as not to 

cause undue fluctuations in voltage, intermittent load characteristics or otherwise interfere with the 

operation of Utility's electric system. At all times when the Generation Facilities are being operated in 

parallel with Utility's electric system, Customer shall operate the Generation Facilities in a manner that no 

disturbance will be produced to the service rendered by Utility to any of its other Customers or to any 

electric system interconnected with Utility's electric system. Customer understands and agrees that the 

interconnection and operation of the Generation Facilities pursuant to this Agreement is secondary to, and 

shall not interfere with, Utility's ability to meet its primary responsibility of furnishing reasonably adequate 

service to its Customers. Customer's control equipment for the Generation Facilities shall immediately, 

completely, and automatically disconnect and isolate the Generation Facilities from Utility's electric system 

in the event of a fault on Utility's electric system, a fault on Customer's electric system, or loss of a source 

or sources on Utility's electric system. The automatic disconnecting device included in such control 

equipment shall not be capable of reclosing until after service is restored on Utility's electric system. 

Additionally, if the fault is with Customer's Generation Facilities, such automatic disconnecting device 

shall not be reclosed until after the fault is isolated from Customer's facilities. 

 

4. Access by Utility. Upon reasonable advance notice to Customer, Utility shall have access to any 

interconnected facilities whether before, during or after the time the Generation Facilities first produce 

energy, to perform on-site inspections to verify that the installation and operation of the Generation 

Facilities comply with the requirements of this Agreement, the Utility's Tariff, and to verify the proper 

installation and continuing safe operation of the Generation Facilities. Utility shall also have, at all times, 

immediate access to breakers or any other equipment that will isolate the Generation Facilities from Utility's 

electric system. The Utility shall not be responsible for any costs Customer may incur as a result of such 

inspection(s). Utility shall have the right and authority to isolate the Generation Facilities at Utility's sole 

discretion if Utility believes that: (a) continued interconnection and parallel operation of the Generation 

Facilities with Utility's electric system creates or contributes (or will create or contribute) to a system 

emergency on either Utility's or Customer's electric system; (b) the Generation Facilities are not in 

compliance with the requirements of this Agreement or the Utility's Tariff; or (c) the Generation Facilities 

interfere with the operation of Utility's electric system. In non-emergency situations, Utility shall give 

Customer reasonable notice prior to isolating the Generating Facilities.  Facilities will be inspected prior to 

operation and once every two years thereafter.  Trip charges will apply for inspections and time spent by 

the utility because of malfunctions of the Customer equipment. 

 

5. Rates and Other Charges. On June 28, 2017 in Cause No. 44898, the Indiana Utility Regulatory 

Commission ("IURC" or "Commission") approved the assumption by the Indiana Municipal Power Agency 

("IMPA") of all obligations of its Commission-regulated municipal members, including Richmond Power 

& Light, to purchase energy and capacity offered by a Qualifying Facility of greater than ten kilowatts (10 

kw) and less than five megawatts (5 MW) under 170 IAC 4-4.1 (for Cogeneration and Alternate Energy 

Production facilities). Thus, Customer shall execute a separate Power Purchase Agreement with IMPA. The 

Utility maintains its retail sales obligation, and any backup or supplemental power needed by the Customer 

will be sold pursuant to the Utility's applicable tariff provisions. 

 

6. Insurance. Customer shall procure and keep in force during all periods of parallel operation of the 

Generation Facilities with Utility's electric system, homeowners, commercial, or other insurance to protect 

the interests of Utility under this Agreement, with an insurance carrier acceptable to Utility, and in amounts 

not less than that reasonably determined by the Utility to be necessary taking into consideration the 

nameplate capacity, configuration and type of Generation Facilities, for the liability of the insured against 
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loss arising out of the use of generation equipment associated with the Qualified Facility. Customer shall 

deliver a certificate of insurance verifying the required coverage to Utility at least fifteen (15) days prior to 

any interconnection of the Generation Facilities with Utility's electric system, and thereafter as requested 

by the Utility. 

 

7. Indemnification. Customer shall indemnify and hold harmless the Utility, City of Richmond, its 

employees, representatives, agents and subcontractors from and against all claims, liability, damages and 

expenses, including attorney's fees, based on any injury to any person, including the loss of life, or damage 

to any property, including the loss of use thereof, arising out of, resulting from, or connected with, or that 

may be alleged to have arisen out of, resulted from, or connected with, an act or omission by the Customer, 

its employees, agents, representatives, successors or assigns in the construction, ownership, operation or 

maintenance of the Customer's facilities used in connection with this Agreement. Upon written request of 

the Utility, the Customer shall defend any suit asserting a claim covered by this Section 7. If Utility is 

required to bring an action to enforce its rights under this Agreement, either as a separate action or in 

connection with another action, and said rights are upheld, the Customer shall reimburse such Utility for 

all expenses, including attorney's fees, incurred in connection with such action. 

 

8. Effective Term and Termination Rights. This Agreement shall become effective when executed by 

both Parties and shall continue in effect until terminated in accordance with the provisions of this 

Agreement. This Agreement may be terminated for the following reasons: (a) Customer may terminate this 

Agreement at any time by giving Utility at least sixty (60) days prior written notice stating Customer's intent 

to terminate this Agreement and the disconnection of any Generating Facilities in parallel operation with 

the Utility's facilities at the expiration of such notice period; (b) Utility may terminate this Agreement at 

any time following Customer's failure to generate energy from the Generation Facilities in parallel with 

Utility's electric system within twelve (12) months after completion of the interconnection provided for by 

this Agreement; (c) either Party may terminate this Agreement at any time by giving the other Party at least 

sixty (60) days prior written notice that the other Party is in default of any of the material terms and 

conditions of this Agreement, so long as the notice specifies the basis for termination and there is reasonable 

opportunity for the Party in default to cure the default; or (d) Utility may terminate this Agreement at any 

time by giving Customer at least sixty (60) days prior written notice in the event that there is a change in 

an applicable rule or statute affecting this Agreement. 

 

9. Termination of Any Applicable Existing Agreement. From and after the date when service 

commences under this Agreement, this Agreement shall supersede any oral and/or written agreement or 

understanding between Utility and Customer concerning the service covered by this Agreement and any 

such agreement or understanding shall be deemed to be terminated as of the date service commences under 

this Agreement. 

 

10. Force Majeure. For purposes of this Agreement, the term Force Majeure means any cause or event 

not reasonably within the control of the Party claiming Force Majeure, including, but not limited to, the 

following: acts of God, strikes, lockouts, or other industrial disturbances; acts of public enemies; orders or 

permits or the absence of the necessary orders or permits of any kind which have been properly applied for 

from the government of the United States, the State of Indiana, any political subdivision or municipal 

subdivision or any of their departments, agencies or officials, or any civil or military authority; 

unavailability of a fuel or resource used in connection with the generation of electricity; extraordinary delay 

in transportation; unforeseen soil conditions; equipment, material, supplies, labor or machinery shortages; 

epidemics; landslides; lightning; earthquakes; fires; hurricanes; tornadoes; stout's; floods; washouts; 

drought; arrest; war; civil disturbances; explosions; breakage or accident to machinery, transmission lines, 

pipes or canals; partial or entire failure of utilities; breach of contract by any supplier, contractor, 

subcontractor, laborer or materialman; sabotage; injunction; blight; famine; blockade; or quarantine. If 
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either Party is rendered wholly or partly unable to perform its obligations under this Agreement because of 

Force Majeure, both Parties shall be excused from whatever obligations under this Agreement are affected 

by the Force Majeure (other than the obligation to pay money) and shall not be liable or responsible for any 

delay in the performance of, or the inability to perform, any such obligations for so long as the Force 

Majeure continues. The Party suffering an occurrence of Force Majeure shall, as soon as is reasonably 

possible after such occurrence, give the other Party written notice describing the particulars of the 

occurrence and shall use commercially reasonable efforts to remedy its inability to perform; provided, 

however, that the settlement of any strike, walkout, lockout or other labor dispute shall be entirely within 

the discretion of the Party involved in such labor dispute. 

 

11. Choice of Law. This Agreement and the rights and duties of the parties arising out of this Agreement 

shall be governed by, and construed in accordance with, the laws of the State of Indiana without reference 

to the conflict of laws rules thereof. The parties hereby submit to the jurisdiction of the Courts of Wayne 

County, Indiana for purposes of all legal proceedings may arise under this Agreement. The parties hereto 

irrevocably waive, to the fullest extent permitted by Applicable Law, any objection which either may have 

or hereafter have to the personal jurisdiction of such court or the laying of the venue of any such proceeding 

brought in such a court and any claim that any such proceeding brought in such a court has been brought in 

an inconvenient forum. EACH OF THE PARTIES HERETO HEREBY KNOWINGLY, VOLUNTARILY, 

AND INTENTIONALLY WAIVES ANY RIGHTS IT MAY HAVE TO A TRIAL BY JURY IN 

RESPECT OF ANY LITIGATION OR ARISING OUT OF, UNDER, OR IN CONNECTION WITH, 

THIS AGREEMENT, OR ANY COURSE OF CONDUCT, COURSE OF DEALING, STATEMENTS 

(WHETHER VERBAL OR WRITTEN), OF THE PARTIES. 

 

Generation Facilities shall not be placed into service prior to a successful electrical 

inspection by the appropriate City/County inspector and by Richmond Power & Light 

 
 

 

IN WITNESS WHEREOF, the Parties have executed this Agreement, effective as of the date first 

above written. 

 

UTILITY  CUSTOMER 

 

By:  By:  

Printed Name:  Printed Name:  

Title:  Title:  
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Richmond Power and Light Rate Schedule 

Rider IS – PJM-DRS-Emergency 

 

Applicability 

 

This Rider is available for demand response service (DRS) to any retail customer of Richmond 

Power & Light (Utility) capable of meeting the terms and conditions listed below. The retail 

customer shall enter into a contract with the Utility and its wholesale electricity supplier, the 

Indiana Municipal Power Agency (IMPA) for an interruptible load of at least 500 kW. 

 

The customer's DRS capacity under this Rider will be enrolled by IMPA on behalf of the Utility 

in the PJM Emergency Demand. Response Program. Unless contracted directly with IMPA and 

the Utility, or through a curtailment service provider contracted with IMPA, the customer's DRS 

capacity is not eligible for enrollment in any PJM demand response program. 

 

Conditions of Service 

 

1. The retail customer shall enter into a contract with the Utility and IMPA for an interruptible 

load of at least 500 kW. 

 

2. The provisions of this Rider qualify under the PJM Emergency Demand Response Program as 

of the approval date of this Rider. The Utility and IMPA reserve the right to make changes to 

this Rider in order to continue to qualify under the PJM Emergency Demand Response 

Program, or otherwise, as appropriate. 

 

3. The Utility and/or IMPA reserve the right to call-for (request) customers to curtail their DRS 

load during an NM Initiated Load Management Event. 

 

4. The Utility and/or IMPA will endeavor to provide customers with as much advance notice as 

reasonably possible of curtailments under this Rider, including an estimate of the duration of 

such curtailments. However, the customer's DRS load shall be curtailed within one (1) hour if 

so requested. 

 

5. All curtailments will apply for the delivery year, which 'is defined by PIM as June 1 through 

May 31 of the following year. Contracts will apply for multiple delivery years. 

 

6. In no event shall the customer be subject to DRS load curtailment under the provisions of this 

Rider for more than' sixty (60) hours or ten (10) interruptions during any delivery year. The 

customer must agree to be subject to DRS curtailments of up to six (6) consecutive hours' 

duration for each curtailment event, on weekdays between noon and 

8 p.m., Eastern Prevailing Time, for the months May through September and between 

2 p.m. and 10 p.m., Eastern Prevailing Time, for the months of October through April, 

 

7. The Utility and/or IMPA will inform the customer regarding the communication process for 

notices to curtail. The customer is ultimately responsible for receiving and acting upon a 
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curtailment notification from the Utility or IMPA. 

 

8. During each delivery year, the Utility or IMPA will conduct a test and verify the customer's 

ability to curtail as required by PIM, However, if a curtailment event is called by PIM prior to 

the test, then the event shall be considered the test for the delivery year. The Utility and IMPA 

reserve the right to re-test the customer if IMPA does not achieve the minimum 80% 

compliance testing standards for all of IMPA’s DRS customers as required by PJM. These tests 

must be conducted for one hour on a weekday between noon and 8. p.m., Eastern Prevailing 

Time, from June.1 through September 30 during the delivery year. 

 

9. If the customer fails to comply with the provisions of curtailment this Rider, the Utility, IMPA 

and the customer will discuss methods to comply during future events. However, the Utility 

and IMPA reserve the right to discontinue service to the customer under this Rider if the 

problem cannot be resolved to their satisfaction. 

 

10.The .minimum DRS capacity contracted for under this Rider will be 500 kW. Customers with 

multiple electric service accounts with the Utility may aggregate those individual accounts to 

meet the 500 kW minimum DRS capacity requirement under this Rider, however, the DRS 

capacity committed for each individual account shall not be less than 100 kW. DRS capacity 

may not be aggregated with accounts with other utilities. 

 

11. The Utility and/or IMPA reserve the right to call for (request) customers to curtail their DRS 

load when, in the sole judgment of the Utility or 1MPA, an emergency condition exists on the 

system. The Utility shall determine whether an emergency condition exists and if curtailment* 

of load served under this Rider is necessary in order to maintain service to the Utility's other 

firm Service customers. 

 

12. If not already installed, the customer will provide space, facilities and cost reimbursement to 

the Utility for a Utility-provided recording demand meter to measure the customer's integrated 

demand. The Utility and IMPA shall have the right to obtain meter readings and inspect and 

test meters at all times. 

 

13. NO RESPONSIBILITY OR LIABILITY OF ANY ICCND SHALL ATTACH TO OR BE 

INCURRED BY THE UTILITY OR TWA FOR, OR ON ACCOUNT OF, ANY LOSS, 

COST, EXPENSE, OR DAMAGE CAUSED BY OR RESULTING FROM, EITHER 

DIRECTLY OR INDIRECTLY, ANY CURTAILMENT OF SERVICE UNDER THE 

PROVISIONS OF THIS RIDER. 

 

Customer Baseline Load Calculation 

 

A Customer Baseline Load (CBL) will be calculated for each hour corresponding to each 

curtailment event hour. Normally, the CBL will be calculated for each hour as the average 

corresponding hourly demands from the highest four (4) out of the five (5) most recent similar 

non-event days in the period preceding the relevant curtailment event. The highest load days are 

defined as the similar- days (Weekday, Saturday, Sunday/Holiday) with the highest energy 

consumption spanning the curtailment event hours. In cases where the normal calculation does not 



 

57 

 

provide a reasonable representation of normal load conditions, the Utility, IMPA and the customer 

may develop an alternative CBL calculation that more accurately reflects the customer's normal 

consumption pattern. 

 

Curtailed Demand 

 

The customer's Curtailed Demand shall be determined based upon the method of measurement 

chosen by the customer. The customer may choose one of two methods to measure the curtailed 

demand: 1) Guaranteed Load Drop (GLD) or 2) Finn Service Level (FSL). The method chosen 

shall remain in effect for the entire contract period. 

 

1) Guaranteed Load Drop Method 

 

a) Each customer must designate a Guaranteed Load Drop (GLD), which amount shall be 

the minimum demand reduction that the customer will provide for each hour during a 

curtailment event or during a curtailment test. 

 

b) If the customer fails to fully comply with a request for curtailment under the provisions of 

this Rider or does not reduce load by the full GLD, a non-compliance charge shall apply: 

For this purpose, Actual Load Drop (ALD) is defined as the difference between the 

customer's CBL and their actual hourly load. If the ALD is less than the GLD, the Event 

Non-Compliance' Demand shall be equal to the maximum difference between the GLD 

and the ALD occurring during the hours of the curtailment event. Otherwise, the Event 

Non-Compliance Demand shall be zero (0). 

 

2) Firm Service Level (FSL) Method 

 

a) Firm Service Level Peak Load Contribution (PLC) – The customer's PLC will be calculated 

each year as the average of its load during NM's five (5) highest peak leads during the 

twelve-month period ended October 3 x of the previous year. 

 

b) Available Curtailable Demand (ACD) – The customer must designate an ACD, defined as 

the difference between the PLC and the Finn Service Level (FSL). The FSL is the demand 

to which the customer agrees to reduce load to or below for each hour during a curtailment 

event. 

 

c) If the customer fails to fully comply with a request for curtailment under the provisions of 

this Rider, then the Non-Compliance Charge shall apply. If a customer is operating at or 

below their designated FSL during an event, it will be understood that they have no DRS 

Capacity available with which to comply and will not be charged a non-compliance 

penalty. If the metered demand during the curtailment event is above the FSL, the Event 

Non-Compliance Demand shall be equal to the maximum difference between the 

customer's metered demand and the FSL during the hours of the-curtailment event. 

Otherwise, the Event Non-Compliance Demand shall be zero (0). 
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Curtailed Energy 

 

The Curtailed Energy shall be determined for each curtailment event hour, defined as the 

difference between the customer's CBL for that hour and the customer's metered load for that hour. 

 

Curtailment Credits 

 

The Curtailment Energy Credit shall be 95% of the AEP East Load Zone hourly Real-Time 

Locational Marginal Price (LMP) established by PJM (including congestion and marginal losses) 

for each curtailment event hour. 

 

The Curtailment Demand Credit shall be calculated as 95% of the applicable PJM Reliability 

Pricing Model (RPM) Base Residual Auction price for the delivery year. The Curtailment Demand 

Credit ($/kW-Month) shall equal: 

 

RPM Price * 95% * 365 Days / 12 Months / 1,000 

 

Within 30 days of completion of each PJM RPM Base Residual Auction, IMPA will notify Utility 

and Customer of the Curtailment Demand Credit for that delivery year. 

 

Monthly Demand Credit 

 

The Monthly Demand Credit shall be applicable to each month the customer is served under this 

Rider, regardless of whether or not there are any curtailment events during the month. 

 

Guaranteed Load Drop Method – The Monthly Demand Credit shall be equal to the product of the 

GLD and the Curtailment Demand Credit. 

 

Firm Service Level (FSL) Method – The Monthly Demand Credit shall be equal to the product of 

the ACD and the Curtailment Demand Credit. 

 

Monthly Event Credit 

 

An Event Credit shall be calculated for each event hour equal to the product of Curtailed Energy 

for that hour and the Curtailment Energy Credit for that hour. The Monthly Event Credit shall be 

the sum of the hourly Event Credits for all events occurring in the calendar month. The customer 

shall not receive Event Credit for any curtailment events to the extent that the customer's DRS 

Capacity is already reduced due to a planned or unplanned outage because of vacation, renovation, 

repair, refurbishment, force majeure, strike, economic conditions, or any situation other than the 

customer's normal operating conditions. 

 

Annual Non-Compliance Charge 

 

Charges for non-compliance will be based on the- customer's Non-Compliance-Demand which 

reflects any failure by the customer to fully comply with requests for curtailment under the 

provisions of this. Rider. The Annual Non-Compliance Charge will be computed on an estimated 
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basis at the completion of the September delivery month and on an .actual basis at the completion 

of the delivery year, The Annual Non-Compliance Charge shall be equal to the average Non-

Compliance Demand times the Curtailment Demand Credit times 12. 

 

In the event that the estimated Annual Non-Compliance Charge is greater than zero, such charge 

shall be assessed as a uniform offset to the Customer Credits for remaining months of the delivery 

year, September through May. In the event the actual Annual Non-Compliance Charge is greater 

than zero, the customer will be invoked for any amount greater than the Customer Credit for the 

last month of the delivery year. In no event shall the Annual Non-Compliance Demand Charge 

exceed the sum of the Customer Credits, excluding the Annual Non-Compliance Charge, for the 

delivery year. 

 

Customer Credit 

 

The net amount of the Monthly Demand Credit, Monthly Energy Event Credit and Annual Non-

Compliance Charge will be provided to the Utility within two (2) billing months after the end of 

the delivery month. A customer may request the aggregation of individual customer account 

credits into a single credit. 

 

Adjustments to Customer Billing Units 

 

During months when the customer's interruptible load is interrupted and customers are paid the 

Curtailment Energy Credits discussed above, the customer's Metered Energy shall be increased by 

the verified curtailed energy. 

 

If the customer is billed on a coincident peak basis, during months when the customer's 

interruptible load is interrupted during the hour of the Utility's Billing Demand from IMPA, the 

Customer's metered demand shall be increased by the verified CTID or ACD. 

 

Term 

 

Contracts under this Rider shall be made for an initial period -of four (4) delivery years and shall 

remain in effect until either party provides three (3) years' written notice prior to March 1 of its 

intention to discontinue service under the terms of this Rider for the fourth delivery year beginning 

after the notice is provided. 

 

Special Terms and Conditions 

 

Customer specific information, including, but not limited to, DRS contract capacity, shall remain 

confidential. 
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 Effective: October 1, 2026 

 

Richmond Power and Light Rate Schedule 

Rider MBP – Large Industrial Power Market Based Power Schedule 

 

1. Availability. This Rider is available to any Qualifying Customer (as defined herein) within the 

utility service territory. 

 

2. Qualifications. A “Qualifying Customer” is a new customer that has a maximum peak demand of 

40 MW or greater, or an existing customer with additional peak demand of 40 MW or greater. 

 

3. Metering. The Qualifying Customer load will be separately metered with appropriate recording 

demand meters to record the monthly peak and energy consumption.   

 

4. Billing. A Qualifying Customer’s load will be billed to the Utility by its wholesale power supplier, 

the Indiana Municipal Power Agency (IMPA), as a market-based pass-through rate. The Utility will 

be billed all costs associated with the Qualifying Customer’s load as determined by the RTO, Local 

Balancing Authority and IMPA. These costs include, but are not limited to, Capacity, Energy, 

Transmission, Ancillary Services, guaranteed payments (if applicable) and a surcharge for IMPA’s 

scheduling and administrative services to be determined annually at IMPA’s sole discretion. These 

costs will be passed directly to the Qualifying Customer. 

 

5. Rates.  In addition to the pass-through amounts in Section 4, the utility shall bill the following 

amounts for administrative services. 

 

a. Monthly Fixed Charge: $1,500 per Month 

b. Energy Charge: $0.50 per Megawatt Hour (MW) 

 

6. Terms and Conditions 

 

a. The Customer must enter a contract with Utility and IMPA which shall govern the provision 

of service and billing procedures under this tariff. 

b. As security for payment, the Customer shall be required to enter into an escrow agreement 

with IMPA and the Member utility or provide a letter of credit from a domestic bank in 

sufficient amount to pay the charges under the tariff. 

c. The Customer will be required to pay for all upgrades to the Utility’s system that are 

necessary to serve the Customer’s load.  Estimate will be paid in advance, with final charges 

billed when construction is completed. 

d. The Customer will be billed on a weekly basis for any charges under the Tariff, with payment 

due no later than seven (7) days after the invoice date.  Paperless billing and ACH payments 

are required. 

e. Unless provided otherwise in the contract between Qualifying Customer, Utility and IMPA, 

service under the Tariff is subject to the Utility’s General Terms and Conditions. 

f. Qualifying Customers served under this tariff shall not be eligible for participation in IMPA’s 

Economic Development Rider. 
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 Effective: February 5, 2025 

 

 

Richmond Power and Light Rate Schedule 

Rider GPR – Green Power Rider 

 

1. Availability. Service under the Green Power Rider (“Rider”) is available to all customers currently 

served by Richmond Power & Light (“Utility”). Customer participation in the Green Power Program 

is completely voluntary. 

2. Character of Service. Green Power is electricity generated from renewable and/or environmentally 

friendly sources including, without limitation solar and wind, and may include the purchase of 

renewable energy certificates from the above-described sources. This Rider shall provide customers 

with the option to specify and designate that their energy consumption be associated with Green Power. 

Customers using this Rider will pay a surcharge as set forth below for energy consumption associated 

with renewable energy sources. All of the provisions and charges of the current applicable rate, 

including Rate Trackes/riders, will apply to the customer’s total energy usage. 

3. Green Power Rate. Customers opting to purchase Green Power energy will pay an additional one tenth 

of one cent ($0.001) per kWh plus IMPA’s rate in effect at the time of billing for Green Power energy 

per kWh, per month. Pricing under this Rider is in addition to the charges billed for service on the 

customer’s regular tariff for service.   

4. Terms and Conditions.  

a. The customer shall enter into a service agreement with the Utility (the Green Power Program 

Registration Agreement or “Agreement”), stating that the customer desires to be billed under 

the Green Power Rate. 

b. Service under this Rider may be limited at the Utility’s sole discretion, based on the expected 

amount of renewable energy available, average monthly energy usage of the customer, bill 

payment and collection history. 

c. The customer may sign up for the purchase of Green Power at any time and service will become 

effective at the beginning of the next full billing period, at which time the customer will be 

charged for the total amount of Green Power purchased. 

d. The customer may cancel service under this Rider after one year; however, any change in 

service will only become effective at the beginning of the next full billing period. The charge 

for Green Power will not be prorated in the billing period in which the customer cancels the 

Agreement. 

e. The Utility reserves the right to terminate the Rider, revise the rate per kWh per month or make 

other changes to the Rider upon obtaining the necessary governmental approvals.  

 


